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1. Data junction boxes shown on Electrical Plans are part of the contract along with all Caté
wire, running from Owner Server location in Basement to all Data drop Junction Box locations
shown on plans, along with the following locations called out in this Addendum.

2. Modify Data Drop Junction Box in Room 111, adjacent to TV to 2 Data Drop Junction Box.

3. Modify Data Drop Junction Box in Room 111, middle of the floor to 2 Data Drop Junction
Boxs.

4. Add single Data Drop Junction Box in Room 115, in furred out Chase, locate between 5'-6'
above finish floor.

5. Add single Data Drop Junction Box in Room 107 in new wall [West Wall] at 6' above finish
floor.

6. Add single Data Drop Junction Box in Room 105 in new wall [North Wall] at 6' above finish
floor.

7. Add single Data Junction Box at North Wall, Stair 200, relocate shown Data Junction Box to
corner of room, mirror new one at other corner of room. Mount 8" below existing ceiling
between window jambs and walls.

8. Add single Data Junction Box in ceiling in center of Room 206.

9. Add single Data Junction Box in ceiling of Hall 207A.

8. Add electrical Duplex outlet at North wall of Copier Area, Room 209.




ADDENDUM NUMBER FOUR

Remodel
McCall Foundation Inc.
263 Migeon Avenue Torrington, CT

November 17, 2025
Page 2 of 3

9. Add single Data Junction Box in ceiling in center of Room 214.

10. Add Electrical quad outlet in Closet 214A at West wall or Owner provided Server Rack.
all Cat6 wires from second and third floor run back to this location.

11. Provide and install 4 Cat Six lines from Server Rack located at West Wall of Closet 214A
to Basement Server Location.

12. Add single Data Junction Box in ceiling in center of Room 218.
13. Add single Data Junction Box in ceiling in center of Hall, Room 301.
14. Add Single Data Junction Box in ceiling in center of Hall, Room309

15. Add Single Fibers Optics line from Owners Server to Studio Building . To be run in existing
conduit.

16. The electrical wiring in the basement can be exposed as long as it meets the current State
of Connecticut Building Code.

17. The intent for concealed electrical wiring is to keep the first floor intact as much as
possible. We have provided vertical Chases in Meeting Room 1 [111] and Meeting Room 2
[114] and /Group Room 109 for light fixture ceiling wires. All new walls are available for wiring.
All other locations may require trenching. If there is an existing outlet location on a wall where
new wiring is shown it is allowed to run to that location in lieu to the location as shown on
plans. Contractor to group wiring and Architect will work with them for concealment.
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18. The intent for concealed electrical wiring on the second and third floor is to keep exposed
wiring at a minimum. However electrical exposed wiring is allowed for outlets where they are
below desk height. All HVAC units should be fed from above the ceiling to the unit.

19. Attached are Lead Abatement Drawing H1,H2, H3, H4,H5.

20. Replacement of the Studio Roof should be included in the Studio Alternate Price. Make it a
line item as part of the Studio Alternate.

21. Light Fixture marked "CL" in Storage 305A and Toilet 007, shall be Lightolier S7R-8-30K-10

22. Add Light Fixture marked "CL" in Closet [ 214A] it shall be "CL" Lightolier S7R-8-30K-10
Provide motion activated light switch. SENSORWORK SWX-222-1.

23. Light Fixture marked "CL" in Stair 300 to be changed to Light fixture type "ST"
24. A surge protector device is to be included for the Main Distribution Panel.

25. REISSUED DRAWING E4, E5 FOR CLARIFICATION OF "CL" LIGHT FIXTURES.




