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I.  Project Narrative 
 
On October 21, 2025, EnviroMed Services Inc. performed inspection at 263 Migeon Ave, 
Torrington, CT for the painted surfaces. The State of Connecticut Lead Regulations (19a-111-
1(59)) deem paint to be a "toxic level" (actionable) when XRF reading is equal or greater than 
1.00 milligrams per centimeter squared (mg/cm2), or 0.50% by weight in dry form by flame atomic 
absorption spectrophotometer. Lead Inspector Dominick Fiore (CT license #002108) performed 
the inspection, employed by EnviroMed Services (CT license # 000897), the certified lead 
consultant. 
 
On February 5, 2024 EnviroMed Services Inc. performed inspection at 263 Migeon Ave, 
Torrington, CT for the painted surfaces. The State of Connecticut Lead Regulations (19a-111-
1(59)) deem paint to be a "toxic level" (actionable) when XRF reading is equal or greater than 
1.00 milligrams per centimeter squared (mg/cm2), or 0.50% by weight in dry form by flame atomic 
absorption spectrophotometer. Lead Inspector Max Mauro (CT license #002315) performed the 
inspection, employed by EnviroMed Services (CT license # 000897), the certified lead 
consultant. 
 
The three story boarding house with masonry construction, built in 1913, is 7,123 square feet. 
The carriage house building with masonry construction is 750 square feet. 
The buildings are currently vacant and scheduled for renovation. 
 
Methodology 

Testing was performed using a pb200e direct read XRF lead paint spectrum analyzer. 
The Federal Environmental Protection Agency (EPA) and State Health Department (CT DPH) 
regulations deem paint to be at a “toxic level” for an XRF reading that is equal or greater than 1.00 
milligrams per centimeter squared (mg/cm2). 
 
II.  Summary of Findings   
 
X-ray Fluorescence (XRF) Results 
A total of 208 XRF readings were found to be at a toxic lead level.  The following building 
components were found with toxic lead levels. 

Former Boarding House  
• ceiling and crown molding 
• wall 
• baseboard 
• door (wood solid core) 
• door jamb 
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• door trim (casing, frame, header) 
• window trim (apron, sill, casing, frame) 
• window lintel 
• window (well, sash, jamb) 
• cabinet (door, frame, wall, shelf) 
• radiator 
• closet (baseboard, shelf, shelf support) 
• stair concrete (tread, riser, stringer) 
• stair vinyl riser 
• stair (railing, baluster) 
• fire-place mantle, frame 
• concrete floor 
• exterior porch (column, bench) 

 
 

Studio Building (Former Carriage House) 
• door (wood solid core) 
• window (metal sash) 

 
III. Conclusions and Recommendations 
 
A lead abatement plan prepared by lead consultant inclusive of the renovation project scheduled. 
Lead clearance inspection and testing prior to building occupancy. 
 
A Lead Management Plan prepared to provide  interim controls for intact lead components to remain 
following completion of the renovation project. 
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A. LEAD XRF REPORTS 
 
 
 
 
  



McCall Foundation

Enviromed Services
470 Murdock Avenue
Meriden CT, 06450

INSPECTION SITE: 263 Migeon Avenue
Torrington CT

INSPECTION DATE: 10/21/2025 - 10/21/2025

INSTRUMENT TYPE: Viken Detection
Pb200i XRF Lead Paint Analyzer
3712

ACTION LEVEL: 1.0 (mg/cm²)

STATEMENT: Lead XRF Report



McCall Foundation

Inspection Date: 10/21/2025 - 10/21/2025 Inspection Site: 263 Migeon Avenue
Torrington CTAction Level: 1.0 (mg/cm²)

Total Readings: 671
Unit Started: 10/21/2025 08:38:07
Unit Ended: 10/21/2025 17:24:29

Enviromed Services 470 Murdock Avenue Meriden CT, 06450

Read # Result Room -->RoomChoice Structure --
>Member

Substrate Wall Location Room
ID

Color Condtion Lead
(mg/cm²)

5743
(CAL)

0.9 mg/cm²

5744
(CAL)

1.0 mg/cm²

5745
(CAL)

0.9 mg/cm²

5746
(CAL)

1.0 mg/cm²

5747
(CAL)

0.9 mg/cm²

5748 Negative Apartment Room Wall Plaster A 100 Tan Intact 0.0 mg/cm²

5749 Negative Apartment Room Wall Plaster B 100 Tan Intact 0.0 mg/cm²

5750 Negative Apartment Room Wall Plaster C 100 Tan Intact 0.0 mg/cm²

5751 Negative Apartment Room Wall Plaster D 100 Tan Intact 0.1 mg/cm²

5752 Negative Apartment Window Sill Wood D 100 White Intact 0.0 mg/cm²

5753 Negative Apartment Window Apron Wood D 100 White Intact 0.1 mg/cm²

5754 Negative Apartment Window Casing Wood D 100 White Intact 0.3 mg/cm²

5755 Negative Apartment Window Sash Wood D 100 White Intact 0.2 mg/cm²

5756 Negative Apartment Window Stop Wood D 100 White Intact 0.0 mg/cm²

5757 Negative Apartment Radiator Metal D 100 Tan Intact 0.0 mg/cm²

5758 Negative Apartment Room Baseboard Wood D 100 White Intact 0.0 mg/cm²

5759 Negative Apartment Room Floor Wood D 100 Brown Intact 0.0 mg/cm²

5760 Positive Apartment Room Ceiling Plaster 100 White Intact 1.2 mg/cm²

5761 Negative Apartment Room Crown Molding Wood 100 Brown Intact 0.0 mg/cm²

5762 Negative Apartment Window Sill Wood A 100 White Intact 0.2 mg/cm²

5763 Negative Apartment Window Apron Wood A 100 White Intact 0.1 mg/cm²

5764 Negative Apartment Window Casing Wood A 100 White Intact 0.3 mg/cm²

5765 Negative Apartment Window Sash Wood A 100 White Intact 0.0 mg/cm²

5766 Negative Apartment Window Stop Wood A 100 White Intact 0.0 mg/cm²

5767 Negative Apartment Radiator Metal A 100 White Intact 0.0 mg/cm²
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Total Readings: 671
Unit Started: 10/21/2025 08:38:07
Unit Ended: 10/21/2025 17:24:29
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Read # Result Room -->RoomChoice Structure --
>Member

Substrate Wall Location Room
ID

Color Condtion Lead
(mg/cm²)

5768 Negative Apartment Foyer Room Wall Plaster A 101 Tan Intact 0.0 mg/cm²

5769 Negative Apartment Foyer Room Wall Plaster B 101 Tan Intact 0.0 mg/cm²

5770 Negative Apartment Foyer Room Wall Plaster C 101 Tan Intact 0.0 mg/cm²

5771 Negative Apartment Foyer Room Wall Plaster D 101 Tan Intact 0.0 mg/cm²

5772 Negative Apartment Foyer Room Wall Wood D 101 Brown Intact 0.1 mg/cm²

5773 Negative Apartment Foyer Room Wall Wood A 101 Brown Intact 0.1 mg/cm²

5774 Negative Apartment Foyer Room Wall Wood B 101 Brown Intact 0.1 mg/cm²

5775 Negative Apartment Foyer Room Wall Wood C 101 Brown Intact 0.0 mg/cm²

5776 Positive Apartment Foyer Room Ceiling Plaster 101 White Intact 1.1 mg/cm²

5777 Negative Apartment Foyer Stair Treads Wood A 101 Brown Deteriorated 0.1 mg/cm²

5778 Negative Apartment Foyer Stair Risers Wood A 101 Brown Deteriorated 0.2 mg/cm²

5779 Negative Apartment Foyer Stair Balusters Wood A 101 Brown Deteriorated 0.0 mg/cm²

5780 Negative Apartment Foyer Stair Railing Wood A 101 Brown Deteriorated 0.0 mg/cm²

5781 Negative Apartment Vestibule Room Wall Plaster A 102 Tan Intact 0.0 mg/cm²

5782 Negative Apartment Vestibule Room Wall Plaster B 102 Tan Intact 0.0 mg/cm²

5783 Negative Apartment Vestibule Room Wall Plaster C 102 Tan Intact 0.0 mg/cm²

5784 Negative Apartment Vestibule Room Wall Plaster D 102 Tan Intact 0.0 mg/cm²

5785 Negative Apartment Vestibule Room Wall Wood D 102 White Intact 0.0 mg/cm²

5786 Negative Apartment Vestibule Room Wall Wood A 102 White Intact 0.0 mg/cm²

5787 Negative Apartment Vestibule Room Wall Wood B 102 White Intact 0.0 mg/cm²

5788 Negative Apartment Vestibule Room Wall Wood C 102 White Intact 0.2 mg/cm²

5789 Negative Apartment Vestibule Radiator Metal D 102 White Intact 0.1 mg/cm²

5790 Negative Apartment Vestibule Room Baseboard Wood D 102 White Intact 0.0 mg/cm²

5791 Negative Apartment Vestibule Room Floor Ceramic 102 White Intact 0.1 mg/cm²

5792 Negative Apartment Vestibule Door Wood A 102 White Intact 0.2 mg/cm²

5793 Negative Apartment Vestibule Door Wood A 102 White Intact 0.1 mg/cm²
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5794 Negative Apartment Vestibule Door Jamb Wood A 102 White Intact 0.0 mg/cm²

5795 Negative Apartment Vestibule Door Casing Wood A 102 White Intact 0.1 mg/cm²

5796 Negative Apartment Vestibule Door Header Wood A 102 White Intact 0.0 mg/cm²

5797 Positive Apartment Vestibule Room Ceiling Plaster 102 White Intact 1.4 mg/cm²

5798 Negative Apartment Vestibule Door Wood 102 Brown Intact 0.0 mg/cm²

5799 Negative Apartment Vestibule Door Wood 102 White Deteriorated 0.0 mg/cm²

5800 Negative Apartment Vestibule Door Casing Wood 102 White Intact 0.3 mg/cm²

5801 Negative Apartment Vestibule Door Frame Wood 102 White Intact 0.0 mg/cm²

5802 Negative Apartment Vestibule Radiator Metal A 101 Red Intact 0.0 mg/cm²

5803 Negative Apartment Room Wall Plaster A 103 White Intact 0.0 mg/cm²

5804 Negative Apartment Room Wall Plaster B 103 White Intact 0.0 mg/cm²

5805 Negative Apartment Room Wall Plaster C 103 White Intact 0.0 mg/cm²

5806 Negative Apartment Room Wall Plaster D 103 White Intact 0.0 mg/cm²

5807 Negative Apartment Room Baseboard Wood D 103 White Intact 0.0 mg/cm²

5808 Negative Apartment Door Casing Wood D 103 White Intact 0.3 mg/cm²

5809 Negative Apartment Window Sill Wood A 103 White Intact 0.0 mg/cm²

5810 Negative Apartment Window Apron Wood A 103 White Intact 0.1 mg/cm²

5811 Negative Apartment Window Casing Wood A 103 White Intact 0.3 mg/cm²

5812 Negative Apartment Window Sash Wood A 103 White Intact 0.0 mg/cm²

5813 Negative Apartment Window Stop Wood A 103 White Intact 0.0 mg/cm²

5814 Negative Apartment Radiator Metal A 103 White Intact 0.0 mg/cm²

5815 Negative Apartment Radiator Metal B 103 White Intact 0.0 mg/cm²

5816 Negative Apartment Window Sill Wood B 103 White Intact 0.1 mg/cm²

5817 Negative Apartment Window Apron Wood B 103 White Intact 0.0 mg/cm²

5818 Positive Apartment Window Casing Wood B 103 White Intact 3.0 mg/cm²

5819 Negative Apartment Window Jamb Wood B 103 White Intact 0.0 mg/cm²
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5820 Positive Apartment Window Well Wood B 103 White Deteriorated 27.2 mg/cm²

5821 Positive Apartment Window Jamb Wood B 103 White Deteriorated 22.8 mg/cm²

5822 Negative Apartment Window Casing Wood A 103 White Deteriorated 0.2 mg/cm²

5823 Negative Apartment Window Casing Wood B 103 White Deteriorated 0.4 mg/cm²

5824 Negative Apartment Window Sill Wood B 103 White Deteriorated 0.0 mg/cm²

5825 Negative Apartment Window Sash Wood B 103 White Deteriorated 0.2 mg/cm²

5826 Negative Apartment Window Apron Wood B 103 White Deteriorated 0.0 mg/cm²

5827 Negative Apartment Window Sash Wood B 103 White Deteriorated 0.0 mg/cm²

5828 Negative Apartment Window Sash Wood A 103 White Deteriorated 0.0 mg/cm²

5829 Negative Apartment Window Casing Wood A 103 White Deteriorated 0.5 mg/cm²

5830 Negative Apartment Window Apron Wood A 103 White Deteriorated 0.0 mg/cm²

5831 Negative Apartment Window Sash Wood A 103 White Deteriorated 0.0 mg/cm²

5832 Negative Apartment Window Sill Wood A 103 White Deteriorated 0.1 mg/cm²

5833 Negative Apartment Fire Place Mantle Wood B 103 White Intact 0.0 mg/cm²

5834 Negative Apartment Fire Place Wall Wood B 103 White Intact 0.0 mg/cm²

5835 Negative Apartment Fire Place Frame Wood B 103 White Intact 0.0 mg/cm²

5836 Negative Apartment Room Floor Wood 103 Tan Intact 0.0 mg/cm²

5837 Positive Apartment Room Ceiling Plaster 103 White Deteriorated 1.9 mg/cm²

5838 Positive Apartment Room Crown Molding Wood C 103 White Deteriorated 1.4 mg/cm²

5839 Negative Apartment Door Header Wood C 103 White Deteriorated 0.4 mg/cm²

5840 Negative Apartment Door Casing Wood C 103 White Deteriorated 0.4 mg/cm²

5841 Negative Apartment Door Frame Wood C 103 White Deteriorated 0.1 mg/cm²

5842 Negative Apartment Room Wall Plaster A 104 Beige Intact 0.0 mg/cm²

5843 Negative Apartment Room Wall Plaster B 104 Beige Intact 0.1 mg/cm²

5844 Negative Apartment Room Wall Plaster C 104 Beige Intact 0.0 mg/cm²

5845 Negative Apartment Room Wall Plaster D 104 Beige Intact 0.1 mg/cm²
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5846 Positive Apartment Room Wall Wood D 104 Green Intact 13.3 mg/cm²

5847 Positive Apartment Room Wall Wood A 104 Green Intact 11.3 mg/cm²

5848 Positive Apartment Room Wall Wood B 104 Green Intact 11.9 mg/cm²

5849 Positive Apartment Room Wall Wood C 104 Green Intact 14.6 mg/cm²

5850 Positive Apartment Door Wood C 104 White Deteriorated 17.8 mg/cm²

5851 Positive Apartment Door Jamb Wood C 104 White Deteriorated 9.4 mg/cm²

5852 Positive Apartment Door Casing Wood C 104 White Deteriorated 11.7 mg/cm²

5853 Positive Apartment Cabinets Door Wood C 104 White Deteriorated 19.3 mg/cm²

5854 Positive Apartment Cabinets Shelf Wood C 104 White Deteriorated 15.5 mg/cm²

5855 Positive Apartment Cabinets Inside Wall Wood C 104 White Deteriorated 14.4 mg/cm²

5856 Positive Apartment Window Sill Wood B 104 White Deteriorated 11.7 mg/cm²

5857 Positive Apartment Window Casing Wood B 104 White Deteriorated 14.8 mg/cm²

5858 Positive Apartment Window Sash Wood B 104 White Deteriorated 12.8 mg/cm²

5859 Positive Apartment Window Well Wood B 104 White Deteriorated 32 mg/cm²

5860 Positive Apartment Window Jamb Wood B 104 White Deteriorated 32 mg/cm²

5861 Positive Apartment Door Casing Wood D 104 White Deteriorated 11.4 mg/cm²

5862 Negative Apartment Door Frame Wood D 104 White Deteriorated 0.9 mg/cm²

5863 Negative Apartment Room Floor Wood 104 Brown Deteriorated 0.0 mg/cm²

5864 Positive Apartment Room Crown Molding Wood C 104 Brown Intact 3.6 mg/cm²

5865 Positive Apartment Room Ceiling Plaster 104 White Intact 1.9 mg/cm²

5866 Negative Apartment Radiator Metal C 104 White Intact 0.0 mg/cm²

5867 Positive Apartment Room Wall Brick A 105 Brown Intact 17.1 mg/cm²

5868 Positive Apartment Room Wall Brick B 105 Brown Intact 13.3 mg/cm²

5869 Positive Apartment Room Wall Brick C 105 Brown Intact 13.2 mg/cm²

5870 Positive Apartment Room Wall Brick D 105 Brown Intact 13.4 mg/cm²

5871 Positive Apartment Window Sill Concrete B 105 White Deteriorated 7.2 mg/cm²
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5872 Negative Apartment Window Sash Concrete B 105 White Deteriorated 0.0 mg/cm²

5873 Negative Apartment Window Frame Concrete B 105 White Deteriorated 0.0 mg/cm²

5874 Negative Apartment Window Header Wood B 105 White Deteriorated 0.0 mg/cm²

5875 Positive Apartment Room Ceiling Plaster A 105 White Intact 11.7 mg/cm²

5876 Negative Apartment Radiator Metal B 105 White Deteriorated 0.3 mg/cm²

5877 Negative Apartment Radiator Metal C 105 White Deteriorated 0.0 mg/cm²

5878 Positive Apartment Window Sill Concrete C 105 White Deteriorated 9.9 mg/cm²

5879 Negative Apartment Window Casing Wood C 105 White Deteriorated 0.0 mg/cm²

5880 Negative Apartment Window Sash Wood C 105 White Deteriorated 0.0 mg/cm²

5881 Negative Apartment Window Header Wood C 105 White Deteriorated 0.0 mg/cm²

5882 Positive Apartment Window Lintel Metal C 105 White Deteriorated 19.7 mg/cm²

5883 Negative Apartment Door Metal C 105 White Intact 0.0 mg/cm²

5884 Negative Apartment Door Frame Metal C 105 White Intact 0.1 mg/cm²

5885 Negative Apartment Door Lintel Concrete C 105 White Intact 0.2 mg/cm²

5886 Positive Apartment Radiator Metal D 105 White Intact 1.6 mg/cm²

5887 Positive Kitchen Room Wall Plaster A 106 White Intact 7.4 mg/cm²

5888 Positive Kitchen Room Wall Plaster A 106 White Intact 6.0 mg/cm²

5889 Positive Kitchen Room Wall Plaster A 106 White Intact 5.6 mg/cm²

5890 Negative Kitchen Room Wall Plaster B 106 White Intact 0.1 mg/cm²

5891 Positive Kitchen Room Wall Drywall C 106 White Intact 9.6 mg/cm²

5892 Positive Kitchen Room Wall Drywall D 106 White Intact 6.5 mg/cm²

5893 Positive Kitchen Room Wall Drywall D 106 White Intact 5.3 mg/cm²

5894 Positive Kitchen Window Sill Wood D 106 White Intact 13.3 mg/cm²

5895 Positive Kitchen Window Apron Wood D 106 White Intact 11.9 mg/cm²

5896 Positive Kitchen Window Sash Wood D 106 White Intact 10.2 mg/cm²

5897 Negative Kitchen Radiator Metal D 106 White Intact 0.0 mg/cm²
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5898 Negative Kitchen Room Baseboard Vinyl D 106 Brown Intact 0.2 mg/cm²

5899 Negative Kitchen Window Sill Wood C 106 White Intact 0.0 mg/cm²

5900 Negative Kitchen Window Casing Wood C 106 White Intact 0.0 mg/cm²

5901 Negative Kitchen Window Frame Wood C 106 White Intact 0.0 mg/cm²

5902 Negative Kitchen Window Sash Wood C 106 White Intact 0.0 mg/cm²

5903 Negative Kitchen Cabinets Door Wood C 106 Brown Intact 0.0 mg/cm²

5904 Negative Kitchen Cabinets Door Wood C 106 Brown Intact 0.0 mg/cm²

5905 Negative Kitchen Door Wood A 106 White Intact 0.0 mg/cm²

5906 Negative Kitchen Door Wood A 106 White Intact 0.0 mg/cm²

5907 Negative Kitchen Door Casing Wood A 106 White Intact 0.0 mg/cm²

5908 Positive Kitchen 2nd floor stairwell Door Jamb Wood A 106 White Intact 8.7 mg/cm²

5909 Positive Kitchen 2nd floor stairwell Door Frame Wood A 106 White Intact 11.1 mg/cm²

5910 Negative Kitchen 2nd floor stairwell Stair Treads Concrete A 106 Gray Intact 0.3 mg/cm²

5911 Positive Kitchen 2nd floor stairwell Stair Risers Concrete A 106 Gray Intact 1.7 mg/cm²

5912 Positive Kitchen 2nd floor stairwell Stair Treads Concrete A 106 Gray Intact 2.3 mg/cm²

5913 Positive Kitchen 2nd floor stiarwell Stair Stringer Concrete A 106 Gray Intact 1.9 mg/cm²

5914 Positive Kitchen 2nd floor stairwell Stair Wall Plaster D 106 White Deteriorated 8.4 mg/cm²

5915 Positive Kitchen 2nd floor stiarwell Stair Wall Plaster B 106 White Deteriorated 7.0 mg/cm²

5916 Negative Kitchen Room Ceiling Plaster 106 Tan Deteriorated 0.0 mg/cm²

5917 Negative Kitchen Room Ceiling Plaster 106 Tan Deteriorated 0.8 mg/cm²

5918 Positive Kitchen Room Ceiling Plaster 106 Tan Deteriorated 2.0 mg/cm²

5919 Negative Kitchen Basement Door Wood A 106 White Intact 0.0 mg/cm²

5920 Negative Kitchen Basement Door Wood A 106 White Intact 0.0 mg/cm²

5921 Negative Kitchen Basement Door Frame Metal A 106 White Intact 0.0 mg/cm²

5922 Negative Kitchen Basement Door Casing Wood A 106 White Intact 0.0 mg/cm²

5923 Negative Kitchen Pantry Door Wood A 106 White Intact 0.0 mg/cm²
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5924 Negative Kitechen Pantry Door Frame Wood A 106 White Intact 0.0 mg/cm²

5925 Negative Kitchen Pantry Door Casing Wood A 106 White Intact 0.0 mg/cm²

5926 Positive Kitchen Pantry Room Wall Plaster A 106 Tan Intact 8.5 mg/cm²

5927 Positive Kitchen Pantry Room Wall Plaster B 106 Tan Intact 6.4 mg/cm²

5928 Positive Kitchen Pantry Room Wall Plaster C 106 Tan Intact 10.2 mg/cm²

5929 Positive Apartment Vestibule Room Wall Concrete A 107 Tan Intact 18.3 mg/cm²

5930 Positive Apartment Vestibule Room Wall Concrete B 107 Tan Intact 15.7 mg/cm²

5931 Positive Apartment Vestibule Room Wall Concrete C 107 Tan Intact 23.6 mg/cm²

5932 Positive Apartment Vestibule Room Wall Concrete D 107 Tan Intact 19.9 mg/cm²

5933 Positive Apartment Vestibule Door Frame Wood A 107 White Intact 7.8 mg/cm²

5934 Positive Apartment Vestibule Window Sill Wood C 107 White Deteriorated 20.4 mg/cm²

5935 Positive Apartment Vestibule Window Apron Wood C 107 White Deteriorated 15.3 mg/cm²

5936 Positive Apartment Vestibule Window Sash Wood C 107 White Deteriorated 18.7 mg/cm²

5937 Positive Apartment Vestibule Window Casing Wood C 107 White Deteriorated 18.6 mg/cm²

5938 Positive Apartment Vestibule Room Ceiling fiber 107 White Intact 1.1 mg/cm²

5939 Negative Apartment Vestibule Room Crown Molding Wood B 107 White Intact 0.3 mg/cm²

5940 Negative Apartment Vestibule Door Header Wood B 107 White Intact 0.1 mg/cm²

5941 Negative Apartment Vestibule Door Casing Wood B 107 White Intact 0.0 mg/cm²

5942 Negative Apartment Vestibule Door Metal B 107 White Intact 0.0 mg/cm²

5943 Negative Apartment Vestibule Door Jamb Metal B 107 White Intact 0.0 mg/cm²

5944 Negative Apartment Vestibule Room Floor Ceramic 107 Red Intact 0.2 mg/cm²

5945 Negative Apartment Kitchen Room Wall Drywall B 106 White Intact 0.0 mg/cm²

5946 Negative Apartment Kitchen Room Wall Drywall A 106 White Intact 0.0 mg/cm²

5947 Positive Apartment 1/2 Bathroom Room Wall Plaster A 108 lime Deteriorated 15.1 mg/cm²

5948 Negative Apartment 1/2 Bathroom Room Wall Plaster B 108 lime Deteriorated 0.4 mg/cm²

5949 Negative Apartment 1/2 Bathroom Room Wall Wood C 108 lime Deteriorated 0.7 mg/cm²
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5950 Positive Apartment 1/2 Bathroom Room Wall Plaster D 108 lime Deteriorated 15.2 mg/cm²

5951 Positive Apartment 1/2 Bathroom Window Sill Wood D 108 White Deteriorated 10.6 mg/cm²

5952 Positive Apartment 1/2 Bathroom Window Apron Wood D 108 White Deteriorated 9.7 mg/cm²

5953 Positive Apartment 1/2 Bathroom Window Casing Wood D 108 White Deteriorated 9.1 mg/cm²

5954 Positive Apartment 1/2 Bathroom Window Sash Wood D 108 White Deteriorated 10.7 mg/cm²

5955 Positive Apartment 1/2 Bathroom Window Well Wood D 108 White Deteriorated 28.6 mg/cm²

5956 Negative Apartment 1/2 Bathroom Radiator Metal D 108 White Deteriorated 0.1 mg/cm²

5957 Positive Apartment 1/2 Bathroom Room Baseboard Wood D 108 Green Deteriorated 8.9 mg/cm²

5958 Positive Apartment 1/2 Bathroom Room Baseboard Wood D 108 Green Deteriorated 9.9 mg/cm²

5959 Negative Apartment 1/2 Bathroom Door Wood B 108 Green Deteriorated 0.0 mg/cm²

5960 Negative Apartment 1/2 Bathroom Door Wood B 108 Green Deteriorated 0.3 mg/cm²

5961 Negative Apartment 1/2 Bathroom Door Jamb Wood B 108 Green Deteriorated 0.1 mg/cm²

5962 Positive Apartment 1/2 Bathroom Door Frame Wood B 108 Green Deteriorated 1.7 mg/cm²

5963 Positive Apartment 1/2 Bathroom Door Header Wood B 108 Green Deteriorated 1.3 mg/cm²

5964 Positive Apartment 1/2 Bathroom Room Ceiling Plaster 108 White Intact 13.0 mg/cm²

5965 Positive Apartment Hallway Room Wall Plaster A 109 White Intact 16.1 mg/cm²

5966 Negative Apartment Hallway Room Wall Plaster B 109 White Intact 0.0 mg/cm²

5967 Positive Apartment Hallway Room Wall Plaster C 109 White Intact 11.2 mg/cm²

5968 Positive Apartment Hallway Room Ceiling Plaster 109 White Intact 15.8 mg/cm²

5969 Positive Apartment Hallway Room Ceiling Plaster 109 White Intact 9.1 mg/cm²

5970 Negative Apartment Hallway 1 Room Wall Plaster A 110 White Intact 0.0 mg/cm²

5971 Negative Apartment Hallway 1 Room Wall Plaster C 110 White Intact 0.0 mg/cm²

5972 Negative Apartment Hallway 1 Room Wall Plaster D 110 White Intact 0.0 mg/cm²

5973 Negative Apartment Hallway 1 Room Ceiling Plaster A 110 White Intact 0.0 mg/cm²

5974 Negative Apartment Hallway 1 Door Wood A 110 Brown Intact 0.0 mg/cm²

5975 Negative Apartment Hallway 1 Door Wood A 110 Red Intact 0.0 mg/cm²
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5976 Positive Apartment Hallway 1 Door Frame Wood A 110 White Deteriorated 20.8 mg/cm²

5977 Negative Apartment Hallway 1 Door Jamb Wood A 110 White Deteriorated 0.7 mg/cm²

5978 Negative Apartment Hallway 1 Door Header Wood A 110 White Deteriorated 0.1 mg/cm²

5979 Negative Apartment Hallway 1 Room Wall Plaster C 110 Tan Intact 0.1 mg/cm²

5980 Negative Apartment Hallway 1 Room Wall Wood C 110 Tan Intact 0.1 mg/cm²

5981 Negative Apartment Stairwell Stair Risers Metal A 111 Blue Deteriorated 0.0 mg/cm²

5982 Negative Apartment Stairwell Stair Stringer Metal A 111 Blue Deteriorated 0.1 mg/cm²

5983 Negative Apartment Stairwell Stair Railing Metal A 111 Red Deteriorated 0.3 mg/cm²

5984 Negative Apartment Stairwell Stair Railing Metal A 111 White Deteriorated 0.0 mg/cm²

5985 Negative Apartment Stairwell Window Sash Metal B 111 White Deteriorated 0.0 mg/cm²

5986 Negative Apartment Stairwell Window Frame Metal B 111 White Deteriorated 0.0 mg/cm²

5987
(CAL)

0.9 mg/cm²

5988
(CAL)

0.9 mg/cm²

5989
(CAL)

0.9 mg/cm²

5990
(CAL)

0.9 mg/cm²

5991 Negative Apartment Basement Room Wall Drywall A 001 White Deteriorated 0.0 mg/cm²

5992 Negative Apartment Basement Room Wall Stone A 001 sage.. Intact 0.3 mg/cm²

5993 Negative Apartment Basement Room Wall Brick A 001 sage.. Intact 0.0 mg/cm²

5994 Negative Apartment Basement Room Wall Stone A 001 sage.. Intact 0.3 mg/cm²

5995 Negative Apartment Basement Room Wall Brick A 001 sage.. Intact 0.0 mg/cm²

5996 Negative Apartment Basement Room Wall Brick C 001 sage.. Intact 0.0 mg/cm²

5997 Negative Apartment Basement Room Wall Stone C 001 sage.. Intact 0.0 mg/cm²

5998 Negative Apartment Basement Room Wall Brick D 001 sage.. Intact 0.0 mg/cm²

5999 Negative Apartment Basement Room Ceiling Concrete 001 White Deteriorated 0.2 mg/cm²

6000 Negative Apartment Basement Room Ceiling Concrete 002 sage.. Deteriorated 0.0 mg/cm²
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6001 Negative Apartment Basement Room Wall Stone A 002 White Deteriorated 0.5 mg/cm²

6002 Negative Apartment Basement Room Wall Brick B 002 White Deteriorated 0.0 mg/cm²

6003 Negative Apartment Basement Room Wall Wood C 002 White Deteriorated 0.0 mg/cm²

6004 Negative Apartment Basement Room Wall Brick D 002 White Deteriorated 0.1 mg/cm²

6005
(CAL)

0.9 mg/cm²

6006
(CAL)

0.9 mg/cm²

6007
(CAL)

0.9 mg/cm²

6008 Negative Apartment Basement Room Wall Wood A 003 White Intact 0.0 mg/cm²

6009 Negative Apartment Basement Room Wall Brick B 003 sage... Intact 0.1 mg/cm²

6010 Negative Apartment Basement Room Wall Brick C 003 sage... Intact 0.0 mg/cm²

6011 Negative Apartment Basement Room Wall Drywall C 003 sage... Intact 0.0 mg/cm²

6012 Negative Apartment Basement Room Wall Drywall D 003 sage... Intact 0.0 mg/cm²

6013 Negative Apartment Basement Room Ceiling Drywall 003 White Intact 0.0 mg/cm²

6014 Negative Apartment Basement Room Ceiling Concrete 003 White Intact 0.0 mg/cm²

6015 Negative Apartment Basement Room Baseboard Vinyl D 003 sage... Intact 0.0 mg/cm²

6016 Negative Apartment Basement Cabinets Door Wood C 003 sage... Intact 0.5 mg/cm²

6017 Negative Apartment Basement Cabinets Door Wood C 003 White Intact 0.4 mg/cm²

6018 Negative Apartment Basement Stair Treads Vinyl D 003 Brown Intact 0.0 mg/cm²

6019 Positive Apartment Basement Stair Risers Vinyl D 003 Brown Intact 1.2 mg/cm²

6020 Negative Apartment Basement Stair Railing Wood C 003 Brown Intact 0.0 mg/cm²

6021 Negative Apartment Basement Stair Railing Wood C 003 Brown Intact 0.3 mg/cm²

6022 Negative Apartment Basement Stair Wall Wood C 003 Brown Intact 0.7 mg/cm²

6023 Positive Apartment Basement Stair Wall Wood A 003 Brown Intact 1.0 mg/cm²

6024 Negative Apartment Basement Stair Wall Wood C 003 Brown Intact 0.0 mg/cm²

6025 Negative Apartment Basement Stair Wall Wood D 003 Brown Intact 0.4 mg/cm²



McCall Foundation

Inspection Date: 10/21/2025 - 10/21/2025 Inspection Site: 263 Migeon Avenue
Torrington CTAction Level: 1.0 (mg/cm²)

Total Readings: 671
Unit Started: 10/21/2025 08:38:07
Unit Ended: 10/21/2025 17:24:29

Enviromed Services 470 Murdock Avenue Meriden CT, 06450

Read # Result Room -->RoomChoice Structure --
>Member

Substrate Wall Location Room
ID

Color Condtion Lead
(mg/cm²)

6026 Negative Apartment Basement Room Ceiling Plaster 003 White Intact 0.0 mg/cm²

6027 Negative Apartment Basement Stair Wall Plaster B 003 White Intact 0.2 mg/cm²

6028 Negative Apartment 1/2 Bathroom Room Wall Plaster A 004 White Deteriorated 0.0 mg/cm²

6029 Negative Apartment 1/2 Bathroom Room Wall Plaster A 004 White Deteriorated 0.0 mg/cm²

6030 Negative Apartment 1/2 Bathroom Room Wall Drywall B 004 White Deteriorated 0.0 mg/cm²

6031 Negative Apartment 1/2 Bathroom Room Wall Plaster B 004 White Deteriorated 0.0 mg/cm²

6032 Negative Apartment 1/2 Bathroom Room Wall Plaster B 004 Red Deteriorated 0.0 mg/cm²

6033 Negative Apartment 1/2 Bathroom Room Wall Plaster D 004 Red Deteriorated 0.3 mg/cm²

6034 Negative Apartment 1/2 Bathroom Room Wall Wood D 004 White Deteriorated 0.0 mg/cm²

6035 Negative Apartment 1/2 Bathroom Room Ceiling Concrete 004 Red Deteriorated 0.0 mg/cm²

6036 Positive Apartment 1/2 Bathroom Door Wood C 004 Red Deteriorated 1.8 mg/cm²

6037 Positive Apartment 1/2 Bathroom Door Wood C 004 White Deteriorated 2.0 mg/cm²

6038 Positive Apartment 1/2 Bathroom Door Jamb Wood C 004 White Deteriorated 3.3 mg/cm²

6039 Positive Apartment 1/2 Bathroom Door Casing Wood C 004 White Deteriorated 2.5 mg/cm²

6040 Positive Apartment 1/2 Bathroom Door Frame Wood C 004 Red Deteriorated 3.7 mg/cm²

6041 Negative Apartment Basement Room Wall Plaster A 005 sage... Intact 0.2 mg/cm²

6042 Negative Apartment Basement Room Wall Brick A 005 sage... Intact 0.0 mg/cm²

6043 Negative Apartment Basement Room Wall Drywall A 005 sage... Intact 0.0 mg/cm²

6044 Negative Apartment Basement Room Wall Stone C 005 sage... Deteriorated 0.4 mg/cm²

6045 Negative Apartment Basement Room Wall Brick C 005 sage... Deteriorated 0.1 mg/cm²

6046 Negative Apartment Basement Room Wall Brick D 005 sage... Deteriorated 0.0 mg/cm²

6047 Negative Apartment Basement Room Wall Stone D 005 sage... Deteriorated 0.1 mg/cm²

6048 Negative Apartment Basement Window Sash Wood D 005 sage... Deteriorated 0.1 mg/cm²

6049 Negative Apartment Basement Window Frame Wood D 005 sage... Deteriorated 0.1 mg/cm²

6050 Positive Apartment Basement Door Frame Wood A 005 White Deteriorated 3.1 mg/cm²

6051 Positive Apartment Basement Door Casing Wood A 005 White Deteriorated 1.7 mg/cm²



McCall Foundation

Inspection Date: 10/21/2025 - 10/21/2025 Inspection Site: 263 Migeon Avenue
Torrington CTAction Level: 1.0 (mg/cm²)

Total Readings: 671
Unit Started: 10/21/2025 08:38:07
Unit Ended: 10/21/2025 17:24:29

Enviromed Services 470 Murdock Avenue Meriden CT, 06450

Read # Result Room -->RoomChoice Structure --
>Member

Substrate Wall Location Room
ID

Color Condtion Lead
(mg/cm²)

6052 Negative Apartment Basement Room Ceiling Plaster 005 White Deteriorated 0.0 mg/cm²

6053 Negative Apartment Basement Room Wall Brick B 006 sage... Deteriorated 0.1 mg/cm²

6054 Negative Apartment Basement Room Wall Stone C 006 sage... Deteriorated 0.2 mg/cm²

6055 Negative Apartment Basement Door Frame Wood B 006 White Deteriorated 0.1 mg/cm²

6056 Negative Apartment Basement Room Wall Wood B 006 White Deteriorated 0.0 mg/cm²

6057 Negative Apartment Basement Room Wall Brick A 006 White Deteriorated 0.0 mg/cm²

6058 Negative Apartment Basement Room Wall Stone A 007 White Deteriorated 0.3 mg/cm²

6059 Negative Apartment Basement Room Wall Brick A 007 White Deteriorated 0.1 mg/cm²

6060 Negative Apartment Basement Room Wall Brick B 007 White Deteriorated 0.0 mg/cm²

6061 Negative Apartment Basement Room Wall terrazzo. C 007 sage... Deteriorated 0.0 mg/cm²

6062 Negative Apartment Basement Room Ceiling Concrete 007 sage... Deteriorated 0.1 mg/cm²

6063 Negative Apartment Basement Room Wall Stone D 007 sage... Deteriorated 0.0 mg/cm²

6064 Negative Apartment Basement Room Wall Brick D 007 sage... Deteriorated 0.0 mg/cm²

6065 Negative Apartment Basement Cabinets Inside Wall Wood D 007 sage... Deteriorated 0.0 mg/cm²

6066 Negative Apartment Basement Cabinets Shelf Wood D 007 sage... Deteriorated 0.0 mg/cm²

6067 Negative Apartment Basement Window Sash Wood B 001 White Deteriorated 0.9 mg/cm²

6068 Positive Apartment Basement Window Frame Wood B 001 White Deteriorated 1.8 mg/cm²

6069 Positive Apartment Basement Window Frame Wood B 001 White Deteriorated 3.3 mg/cm²

6070 Positive Apartment Basement Window Sash Wood B 001 White Deteriorated 1.0 mg/cm²

6071 Negative Apartment Stairwell Room Wall Brick A 008 White Intact 0.0 mg/cm²

6072 Negative Apartment Stairwell Room Wall Concrete B 008 White Intact 0.2 mg/cm²

6073 Negative Apartment Stairwell Room Wall Brick B 008 White Intact 0.0 mg/cm²

6074 Negative Apartment Stairwell Room Wall Brick D 008 White Intact 0.0 mg/cm²

6075 Negative Apartment Stairwell Room Wall Concrete D 008 White Intact 0.0 mg/cm²

6076 Negative Apartment Stairwell Room Ceiling Concrete 008 White Intact 0.0 mg/cm²

6077 Negative Apartment Stairwell Room Wall Wood D 008 sage... Intact 0.0 mg/cm²
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6078 Negative Apartment Stairwell Stair Risers Concrete C 008 sage... Deteriorated 0.2 mg/cm²

6079 Negative Apartment Bedroom Room Wall Plaster A 200 Beige Intact 0.0 mg/cm²

6080 Negative Apartment Bedroom Room Wall Plaster B 200 Beige Intact 0.0 mg/cm²

6081 Negative Apartment Bedroom Room Wall Plaster C 200 Beige Intact 0.0 mg/cm²

6082 Negative Apartment Bedroom Room Wall Plaster D 200 Beige Intact 0.0 mg/cm²

6083 Positive Apartment Bedroom Room Baseboard Wood D 200 White Intact 8.2 mg/cm²

6084 Positive Apartment Bedroom Window Sill Wood A 200 White Intact 14.3 mg/cm²

6085 Positive Apartment Bedroom Window Apron Wood A 200 White Intact 9.6 mg/cm²

6086 Positive Apartment Bedroom Window Casing Wood A 200 White Intact 12.3 mg/cm²

6087 Positive Apartment Bedroom Window Sash Wood A 200 White Intact 9.3 mg/cm²

6088 Positive Apartment Bedroom Fire Place Mantle Wood B 200 White Intact 14.5 mg/cm²

6089 Positive Apartment Bedroom Fire Place Frame Wood B 200 White Intact 11.5 mg/cm²

6090 Negative Apartment Bedroom Fire Place Wall Wood B 200 White Intact 0.0 mg/cm²

6091 Negative Apartment Bedroom Room Ceiling Drywall 200 White Intact 0.0 mg/cm²

6092 Negative Apartment Bedroom Radiator Metal A 200 White Intact 0.0 mg/cm²

6093 Positive Apartment Bedroom Room Crown Molding Wood D 200 White Intact 11.4 mg/cm²

6094 Negative Apartment Bathroom Room Wall Drywall A 201 Tan Intact 0.0 mg/cm²

6095 Positive Apartment Bathroom Room Wall Plaster B 201 Tan Intact 14.4 mg/cm²

6096 Positive Apartment Bathroom Room Wall Plaster C 201 Tan Intact 13.9 mg/cm²

6097 Negative Apartment Bathroom Room Wall Plaster D 201 Tan Intact 0.0 mg/cm²

6098 Positive Apartment Bathroom Room Wall Plaster A 201 Tan Intact 15.0 mg/cm²

6099 Positive Apartment Bathroom Room Wall Plaster B 201 Tan Intact 12.6 mg/cm²

6100 Negative Apartment Bathroom Room Wall Plaster C 201 Tan Intact 0.0 mg/cm²

6101 Negative Apartment Bathroom Room Wall Drywall D 201 Tan Intact 0.0 mg/cm²

6102 Positive Apartment Bathroom Room Wall Ceramic 201 White Intact 3.4 mg/cm²

6103 Negative Apartment Bathroom Room Wall Ceramic C 201 White Intact 0.0 mg/cm²
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6104 Positive Apartment Bathroom Window Sill Wood B 201 White Deteriorated 12.5 mg/cm²

6105 Positive Apartment Bathroom Window Apron Wood B 201 White Deteriorated 11.7 mg/cm²

6106 Positive Apartment Bathroom Window Casing Wood B 201 White Deteriorated 15.0 mg/cm²

6107 Positive Apartment Bathroom Window Sash Wood B 201 White Deteriorated 11.9 mg/cm²

6108 Negative Apartment Bathroom Window Well Wood B 201 White Deteriorated 0.5 mg/cm²

6109 Positive Apartment Bathroom Window Jamb Wood B 201 White Deteriorated 1.5 mg/cm²

6110 Negative Apartment Bathroom Room Ceiling Plaster 201 White Intact 0.0 mg/cm²

6111 Negative Apartment Bathroom Door Wood A 201 White Intact 0.0 mg/cm²

6112 Negative Apartment Bathroom Door Wood A 201 White Intact 0.0 mg/cm²

6113 Positive Apartment Bathroom Door Casing Wood A 201 White Intact 12.7 mg/cm²

6114 Positive Apartment Bathroom Door Jamb Wood A 201 White Intact 10.4 mg/cm²

6115 Negative Apartment Bathroom Radiator Metal B 201 White Intact 0.0 mg/cm²

6116 Negative Apartment Hallway Room Wall Plaster A 202 sage... Intact 0.0 mg/cm²

6117 Negative Apartment Hallway Room Wall Plaster B 202 sage... Intact 0.0 mg/cm²

6118 Negative Apartment Hallway Room Wall Plaster C 202 sage... Intact 0.0 mg/cm²

6119 Positive Apartment Hallway Room Wall Plaster D 202 sage... Intact 1.0 mg/cm²

6120 Positive Apartment Hallway Door Casing Wood D 202 White Intact 12.9 mg/cm²

6121 Positive Apartment Hallway Door Frame Wood D 202 White Intact 12.9 mg/cm²

6122 Positive Apartment Hallway Door Frame Wood C 202 White Intact 11.6 mg/cm²

6123 Positive Apartment Hallway Door Casing Wood C 202 White Intact 11.8 mg/cm²

6124 Negative Apartment Hallway Door --- Wood C 202 Brown Intact 0.0 mg/cm²

6125 Negative Apartment Hallway Room Floor Wood 202 Tan Intact 0.1 mg/cm²

6126 Positive Apartment Hallway Room Baseboard Wood C 202 Tan Intact 10.4 mg/cm²

6127 Negative Apartment Hallway Room Ceiling Plaster 202 White Intact 0.0 mg/cm²

6128 Negative Apartment Hallway Room Crown Molding Wood A 202 sage... Intact 0.0 mg/cm²

6129 Negative Apartment Hallway Closet Wall Plaster A 203 Tan Intact 0.3 mg/cm²
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6130 Negative Apartment Hallway Closet Wall Plaster B 203 Tan Intact 0.2 mg/cm²

6131 Negative Apartment Hallway Closet Wall Plaster C 203 Tan Intact 0.3 mg/cm²

6132 Negative Apartment Hallway Closet Wall Plaster D 203 Tan Intact 0.4 mg/cm²

6133 Positive Apartment Hallway Closet Shelf Support Wood D 203 Tan Intact 12.6 mg/cm²

6134 Positive Apartment Hallway Closet Shelf Wood C 203 Tan Intact 10.9 mg/cm²

6135 Positive Apartment Hallway Closet Baseboard Wood C 203 White Intact 12.8 mg/cm²

6136 Negative Apartment Hallway Room Ceiling Plaster 203 White Intact 0.1 mg/cm²

6137 Negative Apartment Bedroom 1 Room Wall Plaster A 204 Blue Intact 0.0 mg/cm²

6138 Negative Apartment Bedroom 1 Room Wall Plaster B 204 Blue Intact 0.1 mg/cm²

6139 Negative Apartment Bedroom 1 Room Wall Plaster C 204 Blue Intact 0.1 mg/cm²

6140 Negative Apartment Bedroom 1 Room Wall Plaster D 204 Blue Intact 0.0 mg/cm²

6141 Negative Apartment Bedroom 1 Room Baseboard Wood D 204 White Deteriorated 0.0 mg/cm²

6142 Negative Apartment Bedroom 1 Cabinets Shelf Wood D 204 Brown Deteriorated 0.0 mg/cm²

6143 Negative Apartment Bedroom 1 Cabinets Inside Wall Plaster D 204 White Deteriorated 0.0 mg/cm²

6144 Negative Apartment Bedroom 1 Cabinets Inside Wall Plaster A 204 White Deteriorated 0.0 mg/cm²

6145 Negative Apartment Bedroom 1 Cabinets Inside Wall Plaster C 204 White Deteriorated 0.1 mg/cm²

6146 Negative Apartment Bedroom 1 Cabinets Shelf Plaster C 204 White Deteriorated 0.0 mg/cm²

6147 Negative Apartment Bedroom 1 Cabinets Door Wood D 204 Brown Intact 0.0 mg/cm²

6148 Negative Apartment Bedroom 1 Cabinets Frame Wood D 204 Brown Intact 0.0 mg/cm²

6149 Negative Apartment Bedroom 1 Window Sill Wood A 204 White Deteriorated 0.1 mg/cm²

6150 Negative Apartment Bedroom 1 Window Apron Wood A 204 White Deteriorated 0.2 mg/cm²

6151 Negative Apartment Bedroom 1 Window Sash Wood A 204 White Deteriorated 0.0 mg/cm²

6152 Negative Apartment Bedroom 1 Window Frame Wood A 204 White Deteriorated 0.1 mg/cm²

6153 Negative Apartment Bedroom 1 Radiator Metal A 204 White Deteriorated 0.0 mg/cm²

6154 Negative Apartment Bedroom 1 Room Baseboard Wood A 204 White Deteriorated 0.0 mg/cm²

6155 Negative Apartment Bedroom 1 Door Metal C 204 White Deteriorated 0.0 mg/cm²
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6156 Negative Apartment Bedroom 1 Door Metal C 204 White Deteriorated 0.0 mg/cm²

6157 Negative Apartment Bedroom 1 Door Jamb Metal C 204 White Deteriorated 0.1 mg/cm²

6158 Negative Apartment Bedroom 1 Door Casing Wood C 204 White Deteriorated 0.0 mg/cm²

6159 Negative Apartment Bedroom 1 Room Ceiling Plaster 204 White Deteriorated 0.0 mg/cm²

6160 Negative Apartment Bedroom 2 Room Wall Plaster A 205 White Intact 0.0 mg/cm²

6161 Negative Apartment Bedroom 2 Room Wall Plaster B 205 White Intact 0.0 mg/cm²

6162 Negative Apartment Bedroom 2 Room Wall Plaster C 205 White Intact 0.1 mg/cm²

6163 Negative Apartment Bedroom 2 Room Wall Plaster D 205 White Intact 0.0 mg/cm²

6164 Positive Apartment Bedroom 2 Window Sill Wood D 205 White Intact 14.6 mg/cm²

6165 Positive Apartment Bedroom 2 Window Apron Wood D 205 White Intact 9.1 mg/cm²

6166 Positive Apartment Bedroom 2 Window Casing Wood D 205 White Intact 11.7 mg/cm²

6167 Positive Apartment Bedroom 2 Window Sash Wood D 205 White Intact 15.3 mg/cm²

6168 Positive Apartment Bedroom 2 Window Well Wood D 205 White Intact 32 mg/cm²

6169 Positive Apartment Bedroom 2 Room Baseboard Wood D 205 White Intact 9.7 mg/cm²

6170 Negative Apartment Bedroom 2 Room Floor Wood 205 Tan Intact 0.0 mg/cm²

6171 Negative Apartment Bedroom 2 Radiator Metal A 205 White Intact 0.0 mg/cm²

6172 Negative Apartment Bedroom 2 Room Ceiling Plaster A 205 White Intact 0.1 mg/cm²

6173 Positive Apartment Bedroom 2 Room Crown Molding Wood B 205 White Intact 9.3 mg/cm²

6174 Negative Apartment Bedroom 2 Closet Wall Plaster A 205 Orange Intact 0.5 mg/cm²

6175 Negative Apartment Bedroom 2 Closet Wall Plaster B 205 Orange Intact 0.3 mg/cm²

6176 Negative Apartment Bedroom 2 Closet Wall Plaster C 205 Orange Intact 0.5 mg/cm²

6177 Negative Apartment Bedroom 2 Closet Wall Plaster D 205 Orange Intact 0.4 mg/cm²

6178 Negative Apartment Bedroom 2 Closet Door Wood D 205 Brown Intact 0.0 mg/cm²

6179 Positive Apartment Bedroom 2 Closet Casing Wood D 205 White Intact 17.3 mg/cm²

6180 Positive Apartment Bedroom 2 Closet Frame Wood D 205 White Intact 9.6 mg/cm²

6181 Positive Apartment Bedroom 2 Closet Jamb Wood D 205 White Intact 10.2 mg/cm²



McCall Foundation

Inspection Date: 10/21/2025 - 10/21/2025 Inspection Site: 263 Migeon Avenue
Torrington CTAction Level: 1.0 (mg/cm²)

Total Readings: 671
Unit Started: 10/21/2025 08:38:07
Unit Ended: 10/21/2025 17:24:29

Enviromed Services 470 Murdock Avenue Meriden CT, 06450

Read # Result Room -->RoomChoice Structure --
>Member

Substrate Wall Location Room
ID

Color Condtion Lead
(mg/cm²)

6182 Positive Apartment Bedroom 2 Closet Shelf Support Wood B 205 Orange Intact 18.7 mg/cm²

6183 Positive Apartment Bedroom 2 Closet Shelf Wood A 205 Orange Intact 16.9 mg/cm²

6184 Positive Apartment Bedroom 2 Room Baseboard Wood B 205 Orange Intact 10.7 mg/cm²

6185 Negative Apartment Bedroom 2 Room Ceiling Plaster 205 Orange Intact 0.3 mg/cm²

6186 Negative Apartment Bedroom 2 Door Metal 205 White Intact 0.0 mg/cm²

6187 Negative Apartment Bedroom 2 Door Frame Metal 205 White Intact 0.0 mg/cm²

6188 Negative Apartment Foyer Room Wall Plaster A 206 White Intact 0.1 mg/cm²

6189 Negative Apartment Foyer Room Wall Plaster B 206 White Intact 0.0 mg/cm²

6190 Negative Apartment Foyer Room Wall Plaster C 206 White Intact 0.0 mg/cm²

6191 Negative Apartment Foyer Room Wall Plaster D 206 White Intact 0.0 mg/cm²

6192 Positive Apartment Foyer Room Ceiling Plaster 206 White Intact 1.5 mg/cm²

6193 Positive Apartment Foyer Room Baseboard Wood A 206 White Intact 8.1 mg/cm²

6194 Positive Apartment Foyer Cabinets Shelf Wood C 206 White Intact 16.7 mg/cm²

6195 Positive Apartment Foyer Cabinets Frame Wood C 206 White Intact 13.3 mg/cm²

6196 Negative Apartment Foyer Cabinets Inside Wall Plaster C 206 White Intact 0.2 mg/cm²

6197 Negative Apartment Foyer Cabinets Inside Wall Plaster B 206 White Intact 0.0 mg/cm²

6198 Positive Apartment Foyer Cabinets Shelf Support Wood B 206 White Intact 11.9 mg/cm²

6199 Positive Apartment Foyer Cabinets Frame Wood B 206 White Intact 9.6 mg/cm²

6200 Negative Apartment Foyer Cabinets Door Wood B 206 Brown Intact 0.0 mg/cm²

6201 Negative Apartment Foyer Room Floor Wood 206 Brown Intact 0.0 mg/cm²

6202 Negative Apartment Foyer Closet Door Wood B 206 Brown Intact 0.0 mg/cm²

6203 Positive Apartment Foyer Closet Casing Wood B 206 White Intact 10.7 mg/cm²

6204 Positive Apartment Foyer Closet Jamb Wood B 206 White Intact 14.3 mg/cm²

6205 Negative Apartment Foyer Closet Wall Plaster A 206 White Deteriorated 0.3 mg/cm²

6206 Negative Apartment Foyer Closet Wall Plaster C 206 White Deteriorated 0.3 mg/cm²

6207 Negative Apartment Foyer Room Ceiling Plaster C 206 White Deteriorated 0.1 mg/cm²



McCall Foundation

Inspection Date: 10/21/2025 - 10/21/2025 Inspection Site: 263 Migeon Avenue
Torrington CTAction Level: 1.0 (mg/cm²)

Total Readings: 671
Unit Started: 10/21/2025 08:38:07
Unit Ended: 10/21/2025 17:24:29

Enviromed Services 470 Murdock Avenue Meriden CT, 06450

Read # Result Room -->RoomChoice Structure --
>Member

Substrate Wall Location Room
ID

Color Condtion Lead
(mg/cm²)

6208 Negative Apartment Bedroom 3 Room Ceiling Plaster 207 White Deteriorated 0.0 mg/cm²

6209 Negative Apartment Bedroom 3 Room Wall Plaster A 207 Tan Intact 0.0 mg/cm²

6210 Negative Apartment Bedroom 3 Room Wall Plaster B 207 Tan Intact 0.0 mg/cm²

6211 Negative Apartment Bedroom 3 Room Wall Plaster C 207 Tan Intact 0.0 mg/cm²

6212 Negative Apartment Bedroom 3 Room Wall Plaster D 207 Tan Intact 0.1 mg/cm²

6213 Positive Apartment Bedroom 3 Window Sill Wood D 207 White Intact 16.8 mg/cm²

6214 Positive Apartment Bedroom 3 Window Apron Wood D 207 White Intact 11.7 mg/cm²

6215 Positive Apartment Bedroom 3 Window Casing Wood D 207 White Intact 14.6 mg/cm²

6216 Positive Apartment Bedroom 3 Window Sash Wood D 207 White Intact 12.6 mg/cm²

6217 Negative Apartment Bedroom 3 Radiator Metal D 207 White Intact 0.0 mg/cm²

6218 Negative Apartment Bedroom 3 Closet Wall Plaster A 207 Beige Intact 0.3 mg/cm²

6219 Negative Apartment Bedroom 3 Closet Wall Plaster B 207 Beige Intact 0.5 mg/cm²

6220 Negative Apartment Bedroom 3 Closet Wall Plaster C 207 Beige Intact 0.6 mg/cm²

6221 Negative Apartment Bedroom 3 Closet Wall Plaster D 207 Beige Intact 0.2 mg/cm²

6222 Positive Apartment Bedroom 3 Closet Wall Wood A 207 Beige Deteriorated 15.5 mg/cm²

6223 Negative Apartment Bedroom 3 Closet Door Wood A 207 Brown Deteriorated 0.0 mg/cm²

6224 Negative Apartment Bedroom 3 Closet Door Wood A 207 Brown Deteriorated 0.0 mg/cm²

6225 Positive Apartment Bedroom 3 Closet Casing Wood A 207 Brown Deteriorated 12.8 mg/cm²

6226 Positive Apartment Bedroom 3 Closet Frame Wood A 207 Brown Deteriorated 15.3 mg/cm²

6227 Positive Apartment Bedroom 3 Closet Shelf Wood A 207 Brown Deteriorated 13.8 mg/cm²

6228 Positive Apartment Bedroom 3 Closet Shelf Support Wood B 207 Brown Deteriorated 13.4 mg/cm²

6229 Positive Apartment Bedroom 3 Room Baseboard Wood A 207 White Intact 12.6 mg/cm²

6230 Negative Apartment Bedroom 3 Door Metal A 207 White Intact 0.0 mg/cm²

6231 Negative Apartment Bedroom 3 Door Casing Metal A 207 White Intact 0.0 mg/cm²

6232 Negative Apartment Bedroom 3 Closet Door Wood B 207 Brown Intact 0.0 mg/cm²

6233 Positive Apartment Bedroom 3 Door Casing Wood B 207 White Deteriorated 13.6 mg/cm²
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6234 Positive Apartment Bedroom 3 Door Frame Wood B 207 White Deteriorated 10.3 mg/cm²

6235 Negative Apartment Bedroom 3 Closet Wall Plaster A 207 White Deteriorated 0.4 mg/cm²

6236 Negative Apartment Bedroom 3 Closet Wall Plaster B 207 White Deteriorated 0.5 mg/cm²

6237 Positive Apartment Bedroom 3 Closet Wall Plaster C 207 White Deteriorated 1.1 mg/cm²

6238 Negative Apartment Bedroom 3 Closet Wall Plaster D 207 White Deteriorated 0.6 mg/cm²

6239 Negative Apartment Bedroom 3 Closet Shelf Wood B 207 White Deteriorated 0.0 mg/cm²

6240 Negative Apartment Bedroom 3 Closet Shelf Wood B 207 White Deteriorated 0.0 mg/cm²

6241 Positive Apartment Bedroom 3 Closet Shelf Support Wood B 207 White Deteriorated 8.6 mg/cm²

6242 Positive Apartment Bedroom 3 Closet Baseboard Wood A 207 White Deteriorated 12.0 mg/cm²

6243 Negative Apartment Bedroom 3 Room Ceiling Plaster 207 White Deteriorated 0.6 mg/cm²

6244 Positive Apartment Bathroom 1 Room Wall Plaster A 208 White Deteriorated 4.1 mg/cm²

6245 Positive Apartment Bathroom 1 Room Wall Plaster B 208 White Deteriorated 6.1 mg/cm²

6246 Positive Apartment Bathroom 1 Room Wall Plaster C 208 White Deteriorated 5.2 mg/cm²

6247 Negative Apartment Bathroom 1 Room Wall Plaster D 208 White Deteriorated 0.0 mg/cm²

6248 Negative Apartment Bathroom 1 Cabinets Door Wood D 208 White Deteriorated 0.1 mg/cm²

6249 Negative Apartment Bathroom 1 Room Wall Plaster D 208 White Deteriorated 0.0 mg/cm²

6250 Positive Apartment Bathroom 1 Room Wall Plaster D 208 White Deteriorated 12.9 mg/cm²

6251 Negative Apartment Bathroom 1 Room Wall Ceramic D 208 Tan Intact 0.0 mg/cm²

6252 Positive Apartment Bathroom 1 Room Wall Ceramic C 208 White Intact 2.5 mg/cm²

6253 Positive Apartment Bathroom 1 Window Sill Wood C 208 White Deteriorated 10.9 mg/cm²

6254 Positive Apartment Bathroom 1 Window Sash Wood C 208 White Deteriorated 8.9 mg/cm²

6255 Positive Apartment Bathroom 1 Window Casing Wood C 208 White Deteriorated 11.2 mg/cm²

6256 Negative Apartment Bathroom 1 Radiator Metal C 208 White Deteriorated 0.0 mg/cm²

6257 Negative Apartment Bathroom 1 Door Wood A 208 White Deteriorated 0.0 mg/cm²

6258 Negative Apartment Bathroom 1 Door Wood A 208 White Deteriorated 0.0 mg/cm²

6259 Positive Apartment Bathroom 1 Door Casing Wood A 208 White Deteriorated 11.0 mg/cm²
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6260 Positive Apartment Bathroom 1 Door Frame Wood A 208 White Deteriorated 13.7 mg/cm²

6261 Negative Apartment Bathroom 1 Room Ceiling Drywall 208 White Intact 0.0 mg/cm²

6262 Negative Apartment Hallway Room Ceiling Drywall 209 White Intact 0.0 mg/cm²

6263 Negative Apartment Hallway Room Wall Plaster A 209 sage... Intact 0.0 mg/cm²

6264 Negative Apartment Hallway Room Wall Plaster B 209 sage... Intact 0.0 mg/cm²

6265 Negative Apartment Hallway Room Wall Plaster A 209 sage... Intact 0.0 mg/cm²

6266 Negative Apartment Hallway Room Wall Plaster C 209 sage... Intact 0.0 mg/cm²

6267 Negative Apartment Hallway Room Wall Plaster D 209 sage... Intact 0.1 mg/cm²

6268 Negative Apartment Hallway Room Baseboard Wood D 209 White Intact 0.0 mg/cm²

6269 Positive Apartment Hallway Door Casing Wood C 209 White Intact 14.6 mg/cm²

6270 Negative Apartment Bedroom 4 Door Casing Wood D 210 White Intact 0.0 mg/cm²

6271 Negative Apartment Bedroom 4 Room Wall Drywall A 210 Blue Intact 0.0 mg/cm²

6272 Negative Apartment Bedroom 4 Room Wall Drywall C 210 Blue Intact 0.2 mg/cm²

6273 Negative Apartment Bedroom 4 Closet Wall Drywall C 210 White Deteriorated 0.0 mg/cm²

6274 Negative Apartment Bedroom 4 Closet Wall Drywall B 210 White Deteriorated 0.0 mg/cm²

6275 Negative Apartment Bedroom 4 Closet Wall Drywall D 210 White Deteriorated 0.0 mg/cm²

6276 Positive Apartment Bedroom 4 Closet Baseboard Drywall C 210 White Deteriorated 11.3 mg/cm²

6277
(CAL)

0.9 mg/cm²

6278
(CAL)

0.9 mg/cm²

6279
(CAL)

0.9 mg/cm²

6280 Positive Apartment Bedroom 4 Closet Baseboard Wood D 210 White Deteriorated 12.6 mg/cm²

6281 Negative Apartment Bedroom 4 Room Wall Wood A 210 White Intact 0.0 mg/cm²

6282 Negative Apartment Bedroom 4 Radiator Metal B 210 White Intact 0.0 mg/cm²

6283 Negative Apartment Bedroom 4 Room Ceiling Drywall 210 White Intact 0.0 mg/cm²

6284 Negative Apartment Bedroom 4 Room Crown Molding Wood C 210 White Intact 0.0 mg/cm²
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6285 Positive Apartment Bedroom 5 Room Wall Brick A 211 White Intact 14.4 mg/cm²

6286 Positive Apartment Bedroom 5 Room Wall Brick B 211 White Intact 14.9 mg/cm²

6287 Positive Apartment Bedroom 5 Room Wall Brick C 211 White Intact 14.5 mg/cm²

6288 Positive Apartment Bedroom 5 Room Wall Plaster D 211 White Intact 12.1 mg/cm²

6289 Negative Apartment Bedroom 5 Window Sill Wood B 211 White Intact 0.2 mg/cm²

6290 Negative Apartment Bedroom 5 Window Sill Wood B 211 White Intact 0.3 mg/cm²

6291 Negative Apartment Bedroom 5 Window Sill Wood C 211 White Intact 0.4 mg/cm²

6292 Negative Apartment Bedroom 5 Window Frame Wood C 211 White Intact 0.0 mg/cm²

6293 Negative Apartment Bedroom 5 Room Ceiling Plaster 211 White Intact 0.0 mg/cm²

6294 Negative Apartment Bedroom 5 Closet Wall Drywall A 211 White Intact 0.0 mg/cm²

6295 Negative Apartment Bedroom 5 Closet Wall Drywall B 211 White Intact 0.1 mg/cm²

6296 Negative Apartment Bedroom 5 Closet Wall Drywall C 211 White Intact 0.0 mg/cm²

6297 Negative Apartment Bedroom 5 Closet Wall Drywall D 211 White Intact 0.1 mg/cm²

6298 Positive Apartment Bedroom 5 Closet Casing Wood A 211 White Intact 14.3 mg/cm²

6299 Positive Apartment Bedroom 5 Closet Frame Wood A 211 White Intact 4.4 mg/cm²

6300 Negative Apartment Stairwell Room Wall Plaster A 211 Beige Intact 0.0 mg/cm²

6301 Negative Apartment Stairwell Room Wall Plaster C 211 Beige Intact 0.1 mg/cm²

6302 Negative Apartment Stairwell Room Wall Plaster D 211 Beige Intact 0.0 mg/cm²

6303 Positive Apartment Stairwell Room Ceiling Plaster 211 White Intact 2.3 mg/cm²

6304 Negative Apartment Hallway 3 Room Wall Plaster A 300 Tan Deteriorated 0.0 mg/cm²

6305 Negative Apartment Hallway 3 Room Wall Plaster B 300 Tan Deteriorated 0.1 mg/cm²

6306 Negative Apartment Hallway 3 Room Wall Plaster B 300 Tan Deteriorated 0.0 mg/cm²

6307 Negative Apartment Hallway 3 Room Wall Plaster D 300 Tan Deteriorated 0.1 mg/cm²

6308 Positive Apartment Hallway 3 Room Floor Concrete 300 Gray Deteriorated 2.5 mg/cm²

6309 Negative Apartment Hallway 3 Room Baseboard Wood C 300 White Deteriorated 0.0 mg/cm²

6310 Positive Apartment Hallway 3 Window Sill Wood D 300 White Deteriorated 17.9 mg/cm²
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6311 Positive Apartment Hallway 3 Window Apron Wood D 300 White Deteriorated 10.8 mg/cm²

6312 Positive Apartment Hallway 3 Window Sash Wood D 300 White Deteriorated 10.8 mg/cm²

6313 Positive Apartment Hallway 3 Window Well Wood D 300 White Deteriorated 27.7 mg/cm²

6314 Negative Apartment Hallway 3 Room Ceiling Plaster 300 White Deteriorated 0.0 mg/cm²

6315 Negative Apartment Room 1 Room Floor Concrete 304 Gray Deteriorated 0.2 mg/cm²

6316 Negative Apartment Room 1 Room Wall Concrete D 304 Green Deteriorated 0.0 mg/cm²

6317 Negative Apartment Room 1 Room Wall Concrete A 304 Green Deteriorated 0.2 mg/cm²

6318 Negative Apartment Room 1 Radiator Metal C 304 White Deteriorated 0.0 mg/cm²

6319 Positive Apartment Room 1 Door Frame Wood D 304 White Intact 9.8 mg/cm²

6320 Positive Apartment Room 1 Door Casing Wood D 304 White Intact 6.9 mg/cm²

6321 Positive Apartment Hallway 3 Room Baseboard Wood A 300 White Deteriorated 10.6 mg/cm²

6322 Negative Apartment Room 2 Room Wall Plaster A 301 White Intact 0.0 mg/cm²

6323 Negative Apartment Room 2 Room Wall Plaster B 301 White Intact 0.1 mg/cm²

6324 Negative Apartment Room 2 Room Wall Plaster C 301 White Intact 0.0 mg/cm²

6325 Negative Apartment Room 2 Room Wall Plaster D 301 White Intact 0.1 mg/cm²

6326 Negative Apartment Room 2 Room Baseboard Wood D 301 White Intact 0.0 mg/cm²

6327 Negative Apartment Room 2 Door Wood C 301 White Deteriorated 0.0 mg/cm²

6328 Positive Apartment Room 2 Door Casing Wood C 301 White Deteriorated 6.8 mg/cm²

6329 Positive Apartment Room 2 Door Frame Wood C 301 White Deteriorated 8.1 mg/cm²

6330 Negative Apartment Room 2 Closet Wall Wood A 301 Green Intact 0.0 mg/cm²

6331 Negative Apartment Room 2 Closet Wall Wood B 301 Green Intact 0.0 mg/cm²

6332 Negative Apartment Room 2 Closet Wall Wood C 301 Green Intact 0.1 mg/cm²

6333 Negative Apartment Room 2 Closet Wall Wood D 301 Green Intact 0.0 mg/cm²

6334 Negative Apartment Room 2 Closet Shelf Wood B 301 White Intact 0.0 mg/cm²

6335 Negative Apartment Room 2 Closet Shelf Support Wood B 301 White Intact 0.0 mg/cm²

6336 Negative Apartment Room 2 Cabinets Shelf Wood B 301 White Intact 0.0 mg/cm²
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6337 Negative Apartment Room 2 Cabinets Inside Wall Wood B 301 White Intact 0.0 mg/cm²

6338 Negative Apartment Room 2 Cabinets Door Wood B 301 White Intact 0.0 mg/cm²

6339 Negative Apartment Room 2 Room Ceiling Drywall 301 White Intact 0.0 mg/cm²

6340 Negative Apartment Room 3 Room Wall Plaster A 302 Yellow Deteriorated 0.2 mg/cm²

6341 Negative Apartment Room 3 Room Wall Plaster B 302 Yellow Deteriorated 0.2 mg/cm²

6342 Negative Apartment Room 3 Room Wall Plaster C 302 Yellow Deteriorated 0.0 mg/cm²

6343 Negative Apartment Room 3 Room Wall Plaster D 302 Yellow Deteriorated 0.0 mg/cm²

6344 Positive Apartment Room 3 Room Baseboard Wood D 302 White Deteriorated 8.3 mg/cm²

6345 Negative Apartment Room 3 Radiator Metal A 302 White Deteriorated 0.0 mg/cm²

6346 Positive Apartment Room 3 Window Sill Wood A 302 White Deteriorated 17.8 mg/cm²

6347 Positive Apartment Room 3 Window Sash Wood A 302 White Deteriorated 19.4 mg/cm²

6348 Negative Apartment Room 3 Room Ceiling Plaster 302 White Deteriorated 0.1 mg/cm²

6349 Negative Apartment Room 3 Closet Wall Plaster A 302 White Deteriorated 0.0 mg/cm²

6350 Negative Apartment Room 3 Closet Wall Plaster B 302 White Deteriorated 0.2 mg/cm²

6351 Negative Apartment Room 3 Closet Wall Plaster C 302 White Deteriorated 0.1 mg/cm²

6352 Negative Apartment Room 3 Closet Wall Plaster D 302 White Deteriorated 0.0 mg/cm²

6353 Positive Apartment Room 3 Closet Shelf Support Wood D 302 White Intact 9.8 mg/cm²

6354 Negative Apartment Room 3 Closet Door Wood D 302 White Intact 0.0 mg/cm²

6355 Negative Apartment Room 3 Room Wood C 302 White Intact 0.0 mg/cm²

6356 Negative Apartment Room 3 Door Wood C 302 White Intact 0.0 mg/cm²

6357 Negative Apartment Room 4 Room Wall Drywall A 303 Green Intact 0.0 mg/cm²

6358 Negative Apartment Room 4 Room Wall Drywall B 303 Green Intact 0.0 mg/cm²

6359 Negative Apartment Room 4 Room Wall Drywall C 303 Green Intact 0.0 mg/cm²

6360 Negative Apartment Room 4 Room Wall Drywall D 303 Green Intact 0.0 mg/cm²

6361 Negative Apartment Room 4 Room Baseboard Wood D 303 White Intact 0.0 mg/cm²

6362 Negative Apartment Room 4 Door Wood C 303 White Intact 0.0 mg/cm²
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6363 Negative Apartment Room 4 Door Wood C 303 White Intact 0.0 mg/cm²

6364 Positive Apartment Room 4 Door Frame Wood C 303 White Intact 8.1 mg/cm²

6365 Positive Apartment Room 4 Window Sill Wood A 303 White Deteriorated 1.1 mg/cm²

6366 Negative Apartment Room 4 Room Wall Wood C 303 Gray Deteriorated 0.1 mg/cm²

6367 Negative Apartment Room 5 Room Wall Plaster A 305 Yellow Deteriorated 0.1 mg/cm²

6368 Negative Apartment Room 5 Room Wall Plaster B 305 Yellow Deteriorated 0.0 mg/cm²

6369 Negative Apartment Room 5 Room Wall Plaster C 305 Yellow Deteriorated 0.0 mg/cm²

6370 Negative Apartment Room 5 Room Wall Plaster D 305 Yellow Deteriorated 0.0 mg/cm²

6371 Negative Apartment Room 5 Door Wood D 305 White Deteriorated 0.0 mg/cm²

6372 Negative Apartment Room 5 Door Wood D 305 White Deteriorated 0.0 mg/cm²

6373 Positive Apartment Room 5 Room Baseboard Wood A 305 White Intact 15.6 mg/cm²

6374 Negative Apartment Room 5 Radiator Metal A 305 White Intact 0.1 mg/cm²

6375 Negative Apartment Room 5 Room Ceiling Plaster 305 White Deteriorated 0.1 mg/cm²

6376 Negative Apartment Room 5 Closet Wall Plaster A 305 White Deteriorated 0.0 mg/cm²

6377 Negative Apartment Room 5 Closet Wall Plaster B 305 White Deteriorated 0.0 mg/cm²

6378 Negative Apartment Room 5 Closet Wall Plaster C 305 White Deteriorated 0.1 mg/cm²

6379 Negative Apartment Room 5 Closet Wall Plaster D 305 White Deteriorated 0.0 mg/cm²

6380 Positive Apartment Room 5 Closet Shelf Support Plaster D 305 White Deteriorated 8.9 mg/cm²

6381 Positive Apartment Room 5 Closet Floor Concrete 305 Gray Deteriorated 3.6 mg/cm²

6382 Negative Apartment Room 6 Room Wall Plaster A 306 White Deteriorated 0.0 mg/cm²

6383 Negative Apartment Room 6 Room Wall Drywall B 306 White Deteriorated 0.1 mg/cm²

6384 Negative Apartment Room 6 Room Wall Plaster D 306 White Deteriorated 0.0 mg/cm²

6385 Negative Apartment 1/2 Bathroom Room Wall Plaster B 307 White Deteriorated 0.1 mg/cm²

6386 Negative Apartment 1/2 Bathroom Room Wall Plaster C 307 White Deteriorated 0.0 mg/cm²

6387 Negative Apartment 1/2 Bathroom Room Wall Plaster D 307 White Deteriorated 0.1 mg/cm²

6388 Positive Apartment 1/2 Bathroom Window Sill Wood C 307 White Deteriorated 2.5 mg/cm²
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6389 Negative Apartment 1/2 Bathroom Radiator Metal C 307 White Deteriorated 0.1 mg/cm²

6390 Negative Apartment 1/2 Bathroom Room Ceiling Plaster 307 White Deteriorated 0.0 mg/cm²

6391 Negative Apartment Kitchen Room Wall Plaster A 307 Yellow Deteriorated 0.0 mg/cm²

6392 Negative Apartment Kitchen Room Wall Plaster B 307 Yellow Deteriorated 0.0 mg/cm²

6393 Negative Apartment Kitchen Room Wall Plaster C 307 Yellow Deteriorated 0.0 mg/cm²

6394 Negative Apartment Kitchen Room Wall Plaster D 307 Yellow Deteriorated 0.2 mg/cm²

6395 Negative Apartment Stairwell Room Wall Drywall A 308 White Intact 0.0 mg/cm²

6396 Negative Apartment Stairwell Room Wall Drywall B 308 White Intact 0.0 mg/cm²

6397 Negative Apartment Stairwell Room Wall Plaster C 308 White Intact 0.0 mg/cm²

6398 Negative Apartment Stairwell Room Wall Plaster C 308 White Intact 0.2 mg/cm²

6399 Positive Apartment Stairwell Stair Balusters Wood A 308 Yellow Intact 14.5 mg/cm²

6400 Positive Apartment Stairwell Stair Railing Plaster A 308 White Intact 14.7 mg/cm²

6401 Negative Apartment Stairwell Stair Railing Wood A 308 Brown Intact 0.0 mg/cm²

6402 Positive Apartment Stairwell Stair Stringer Concrete C 308 Gray Intact 1.9 mg/cm²

6403 Positive Apartment Stairwell I-Beam Concrete C 308 Gray Intact 7.6 mg/cm²

6404 Positive Exterior Porch Column Wood A White Deteriorated 7.8 mg/cm²

6405 Positive Exterior Porch Bench Wood A White Deteriorated 32 mg/cm²

6406 Positive Exterior Porch Door Casing Wood A White Deteriorated 27.5 mg/cm²

6407 Negative Exterior Porch Door Wood A White Deteriorated 0.0 mg/cm²

6408 Negative Exterior Porch Door Frame Wood A White Deteriorated 0.0 mg/cm²

6409 Positive Exterior Porch Window Sash Wood A White Deteriorated 16.0 mg/cm²

6410 Negative Exterior Porch Door Threshold Wood A Brown Deteriorated 0.0 mg/cm²

6411
(CAL)

1.0 mg/cm²

6412
(CAL)

0.9 mg/cm²

6413
(CAL)

0.9 mg/cm²
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3032 Negative Exterior Room Wall Brick A Cariege White Intact 0.5 mg/cm²

3033 Negative Exterior Room Wall Brick B Cariege White Intact 0.2 mg/cm²

3034 Negative Exterior Room Wall Brick C Cariege White Intact 0.3 mg/cm²

3035 Negative Exterior Room Wall Brick D Cariege White Intact 0.3 mg/cm²

3036 Positive Exterior Door --- Wood A Cariege White Intact 9.2 mg/cm²

3037 Positive Exterior Door --- Wood B Cariege White Intact 1.1 mg/cm²

3038 Positive Exterior Window Sash Metal D Cariege White Intact 10.5 mg/cm²

3039 (CAL) 0.1 mg/cm²

3040 (CAL) 0.2 mg/cm²

3041 (CAL) 0.2 mg/cm²

------ END OF READINGS ------
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I. PROJECT NARRATIVE 
Overview 
On February 5, 2024, EnviroMed Services Inc., was retained by McCall Foundation for a limited 
asbestos inspection for a 3-story Multifamily House and Carriage House, 263 Migeon Avenue, 
Torrington, Connecticut. State licensed asbestos inspector, James Sserunjogi (#001026), 
employed by EnviroMed Services, inc. performed the inspection.  
The purpose of this limited inspection is to confirm or negate the presence of asbestos 
containing building material in locations as indicated by the client prior to renovation. 
 
Samples were collected according to 40 CFR Part 763.86 and 29 CFR Part 1926.1101 and 
analyzed using Polarized Light Microscopy (PLM). 
A total of ninety-two (92) bulk samples were collected and analyzed. The materials sampled 
include: 12”x12” red vinyl floor tile and associated mastic, 12”x12” tan vinyl floor tile and 
associated mastic, 12”x12” black vinyl floor tile and associated mastic, 12”x12” beige vinyl floor 
tile and associated mastic, 9”x9 cream vinyl floor tile and associated mastic,  white/yellow 
linoleum and associated glue, brown vinyl cove base and associated glue, pink vinyl cove base 
and associated glue, skim coat wall plaster and associated gray plaster base, wallboard and 
associated joint compound, ceiling board and associated joint compound, white popcorn ceiling, 
2’x2’ gray ceiling tile, 2’x2’ brown ceiling tile, off white window caulk and brown window caulk. 
 
Summary of Results 
EnviroMed Services Inc. accredited asbestos laboratory analyzed the bulk samples. 
 
Non-Asbestos Containing Material  

All materials in locations tested were found to have no asbestos detected.  
 
 
 
Additional Notes 

1. The possibility exists that suspect asbestos-containing material may be located behind fixed 
walls, under flooring or above fixed ceilings. During renovation or demolition activities, upon 
the penetration or demolition of a fixed wall or ceiling, should any suspect materials be seen 
or become accessible, all activities shall cease, and the materials shall be sampled by a 
licensed inspector to determine the presence of asbestos. 
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II. LABORATORY REPORT 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 














