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DEMOLITION KEYED NOTES

K== 2’x2" FLORESCENT RECESSED
001) REMOVE EXISTING DOOR DOOR FRAME, DOOR TRIM AND ALL DOOR HARDWARE. REMOVE HANDRAL, NEWELL POST /—. e 242 FLORESCENT RECESSED
AND BALUSTRADE 'AS REQUIRED / LN DEMOLITION GENERAL NOTES:
002) REMOVE EXISTING WALL AND ALL WALL FINISHES FROM FLOOR TO CEILING TO RESET NEWELL POST, AND BALUSTRADE. S '
THIS DEMOLITION TO BE DONE BY CARPENTRY QO / A
CONTRACTOR THAT WILL BE PUTTING IT BACK
REMOVE EXISTING WALL HUNG VANITY SINK AND ALL ASSOCIATED PLUMBING. TOGETHER. IF NEWELL POST CAN NOT BE REPAIRED 028 . 1. REMOVE EXISTING FIRE_SPRINKLER
REPLACE TO MATCH EXISTING NEWELL POST PC 1'x4' FLORESCENT 2 BULB SYSTEM, ALL SPRINKLER HEADS,
ALONG WITH BALASTRADE. L1 FIXTURE WITH PULL CHAIN ALL LINES.
REMOVE EXISTING TOILET AND ALL ASSOCIATED PLUMBING (028) REMOVE 2 REMOVE EXISTING SPLIT SYSTEM
REMOVE BROKEN BALUSTRADE, REPAR EEAXEL - EL AR HANDLE UNITS AND ALL EXISTING
OR REPLACE TO MATCH. CEN I ASSOCIATED ELECTRICAL JUNCTION
REMOVE EXISTING CONCRETE STAIR. SHORE BASEMENT BEFORE REMOVING STAR. 2" ELECTRICAL \ (043~ ! i Vi E:%l%g \E;ﬂUTLHB PFLJLBLFQE(;CASHT BOXES AND ELECTRICAL LINES.
O \ i N 102D REMOVE 3. REMOVE STEAM WATER RADIATORS
REMOVE KITCHEN REFRIGERATOR CABINET SURROUND AND PANTRY CABINET TO BE REMOVED. 048 E%%EG E[;((l)S()TFLNgPVgﬁHI_GT%Al-}l(EGg;R(E)F SEMOVE [ DooR i | A \S/%XhE/ISLﬁ\INEDS ALL ASSOCIATED
. [ .
(027)— 1 (027)
REMOVE BASE CABINETS AND COUNTERTOP B O PG R ‘ /! I 'x4’ FLORESCENT 2 BULB 3. REMOVE EXISTING FIRE ALARM SYSTEM
- CAP TRIM AND DOOR JAMB OPENING CASING \ | LA 13
\ S I | & FIXTURE REMOVE PANEL, PULL STATIONS EXISTING CONDUIT
SO THAT PANEL TRIM AND DOOR JAMB a ! 7 = o SMOKE ALARMS. ALONG WITH ANY EXISTING
REMOVE WALL CABINET. CASING CAN BE REUSED FOR REPAIR WORK o] 1 L|:|J ___________________ L|:|J ______________ ] ! ‘|:|J__ / __L|:|J_ ] L SURFACE MOUNTED CONDUITS ASSOCIATED
3Y CARFENTER DONG STAR, REBULD WORK. R T /’ ; T Sl s — K.¢ WTH FIRE ALIRN SYSTEW
r= ~
REMOVE SINK, FAUCET AND ALL ASSOCIATED PLUMBING. = 5 - = / = (o8 " VAL MOUNTED SOONCE 4. REMOVE ALL OPERABLE ALUMINUM STORM WINDOWS
REMOVE EXISTING ROOF (036 % w—1 = S/ O R (024)\(os1) 7 I ! 2(JL5 FIXTURE WITH SWITCH AT 5. REMOVE ALL PLEXI GLASS STORM COVERS
DISHWASHER HAS BEEN REMOVED. REMOVE ALL PLUMBING AND ELECTRICAL WIRING AS REQUIRED. OVER FRONT PATIO 40 op /ﬁ y L | 5 ! FIXTURE REMOVE OVER EXISTING TRANSOM WINDOWS, SAVE
WiB — y I | . FOR TEMPLATING NEW PLEXI GLASS COVERS.
. 1_ ” = I I I
050) REMOVE LOOSE PAINT, REPAIR WOOD BEAD BOARD CEILING AT PORCH . PEESL%S ssh)ﬁ OgTH (026)-4/ y R | | 6. REMOVE ALL EXISTNG CABLE TV AND
REMOVE EXISTING WINDOW WINDOW SILL AND MASONRY WALL AS REQUIRED FOR NEW RECEPTION WINDOW. H2) FNSH O ¢Fs Al crs | TELEPHONE LINES.
— [TICCaL CV L ' FIRE ALARM HORN REMOVE 7. REMOVE ALL EXISTING ELECTRICAL OUTLETS
— S, I
= (o4 N
REMOVE BRICK MASONRY WALL AS REQUIRED FOR INSTALLATION OF NEW DOOR AND DOOR FRAME. 051) REMOVE EXISTING CURTAIN RODS AND BRACKETS 040 ﬁ/_. . o = L] ELECTRICAL LIGHT SWITCHES
— I CEILING: 9'-6 b | || 8. SCRAPE ALL LOOSE PAINT FROM
REMOVE LOOSE PAINT AS REQUIRED FOR PRME PAINTING AND 5 — L PLASTER SMOOTH | ] | FIRE ALARM PULL FASCIA, SOFFITS, DENTILS,AND
REMOVE EXISTING METAL HANDRAIL. TWO COATS OF NEW PAINT. = I I FINISH I I : : L STATION REMOVE UNDERSIDE OF PORCH ROOF.
005 T | 025 i | sl | N L 9. SCRAPE ALL LOOSE PAINT FROM
REMOVE LOOSE PAINT AT WINDOW HEAD TRIM AND WINDOW d r= | @3 Lo | T THERMOSTAT REMOVE EXTERIOR WINDOW TRIM
REMOVE EXISTING METAL SASH AWNING WINDOW HEAD CONDITION. INSPECT FOR DETERIORATED @H}> :IL\ _ \_i i \QSD L6 T id, CFS SIE 10. REMOVE ALL ALL LOOSE PAINT FROM
WOOD. REMOVE DETERIORATED WOOD BACK TO | [l { g\ =) AN Do ol L " EXTERIOR ENTRANCE DOORS AND SIDELITES
REMOVE EXISTING CMU BLOCK WALL WITH BRICK VENEER AND CONCRETE LENTAL HEADER AS REQUIRED WHERE IT IS SOUND AND FIT NEW PIECES TO MATCH :)“gJ 10 ~= !_\3’ AN I ] (025) b
FOR INSTALLATION OF NEW STEEL LENTAL HEADER AND HOLLOW 3'-4” x 7'-0" METAL DOOR FRAME. EXISTING. r I ~ | ] (%) N JUNCTION BOX AT CEILING REMOVE . NSOTT(EPSAL%ODSEBRLEMEL\;ES XV,LI\E)D(;VAV?N TAhéDE Mvgcggvg .
[ N —— [
Lo ~~_, A1 L Il
REMOVE EXISTING DOOR, DOOR FRAME, DOOR SIDE LITES AND ALL ASSOCATED DOOR HARDWARE. 053 ) REMOVE CONCRETE STEP o e WSF |5 1¢ o = R O 14 = APLEX JUNCTION BOX_ REMOVE D RENST poy e AS REQUIRED FOR REPAINTING,
1] y 000000000 rd=_ J----———— i - ———————
— , :I _________ 4Cj ___________________ & L N " e > 12. ALL HARDWOOD FLOORS TO BE SANDED AND PREPPED
REMOVE EXISTING DOOR, DOOR FRAME AND TRIM TO REMAIN. 054 ) REMOVE CARPET FLOORING o) WaB | CELNG: [ITL[[] 1 BN | L 4 FOR REFINISHING.
| SlopEp | . I "y A 0 ® EL EXTERIOR EMERGENCY LIGHT REMOVE
CEILING: 7'-5 1/2"| ! CEILING: 9-6 o o/ ] A CFS 1~ CFS 13. ALL HARDWOOD STAR TREADS TO BE LIGHTLY SANDED AND
REMOVE EXISTING DOOR, DOOR FRAME. REMOVE EXISTING DOOR TRIM AND SAVE SO IT CAN BE PLASTER SMOOTH |  syooTH ! RS CEILNG: 9'-6 - L L ()" \
REINSTALLED AFTER NEW FRENCH DOOR INSTALLED. FINSH 1 ANt ! | | PLASTER SMOOTH I B =5 o( L6 WALL MOUNTED SCONCE -
— 048 I Ao 048) 1 FINISH y EL B | ! FIXTURE EMERGENCY LIGHT REMOVE LIGHTLY ANDED AND PREPPED FOR REFINISHING.
L ~ /
= - , AN A— I
REMOVE HARDWOOD TRIM BOARD AT PERIMETER OF MASONRY HEARTH — = () S R RS I QW
() \
ey p (o01) I I L CEILING CHANDILIER FIXTURE REMOVE
REMOVE EXISTING BRICK MASONRY HEARTH AND MATERIAL UNDERNEATH AS REQUIRED TO RESET SN | o) | | i L7 SALVAGE FOR OWNER.
EXISTING BRICK MASONRY FLUSH WITH FINISH FLOOR. MODIFICATIONS MAY BE REQUIRED TO QS —\| | g
BRICK MASONRY THICKNESS IN ORDER TO REINSTALL. N A CFS | ! | B
iy L : P T 1 N | N £
(003) Hr N — N 1 —(0%) M
REMOVE EXISTING VINYL COMPOSITE FLOOR TILES I | ) HWJB || I L 4 ELECTRIC HEATER REMOVE
040 I 0 Mrs LWJB I fl
REMOVE ACOUSTICAL CEILING GRID, TILES AND N O crs II © L8 EGRESS LIGHT FIXTURE REMOVE
ELECTRICAL FIXTURES, GYPSUM BOARD CEILING l u—- WSF o ] I
ABOVE AND ALL FRAMING TO EXPOSE UNDERSIDE L | - N |
OF EXISTING CONCRETE SLAB. L L___J_|[h 001 f% | 4 = el (033) A 19 EMERGENCY LIGHT FIXTURE
T~k =======9 | II //l/l T FFz--—
REMOVE EXISTING CONDENSATE DRAIN = J' ya dws | | I
-~ [~~~ A0 271 \ L I 1 EXIT
005 |r 1T u—=""1 \ o __ I 3 I
-------- == NS N o EA EMERGENCY  EXIT/EMERGENCY LIGHT REMOVE
REMOVE EXISTING CAST IRON RADIATOR N T I I T N T et L 025 | LIGHT /
AND ALL ASSOCIATED CONNECTING LINES, . S L Cog) o T LN T ] 1 T
AND VALVES. T 1= \ LS S e S~ N |
________ N\
P21 A ) L 1 ======= UNDER CABINET LIGHT FIXTURE REMOVE
REMOVE SURFACE APPLIED TEXTURED CEILING N ajczz \ N N 3 I "
BACK TO EXISTING PLASTER CEILING. CHASE I —Coon)/ " . L I
ALL CRACKS IN CEILING AND PREPARE FOR ! 7 S 021 )Xty O ors |
REPLASTERING. 010 s Ocrs by | 1l Ocrs | I
b T RA PN 1 i [[]  T™RU WAL FAN REMOVE
(006) /7 lammnad 022) demmmcl L I
REMOVE DAMAGED 2 1/4” OAK FLOOR BOARD / J Fi
AND REPLACE WITH LIKE FLOORING. L___/__ 7 |
033 | 7 (007 , OCFs  CEILING FIRE SPRINKLER REMOVE
REMOVE DAMAGED FASCIA, AND SOFFIT, AND DENTILS TS ; !
AS REQUIRED. | \ ! WS WALL FIRE SPRINKLER REMOVE
m====7 \ —— I
| \ T\~ FF======0 "~ |
(028) FLUTED WOOD COLUMN WITH CORINTHIAN CAP STORED | o 110 r | i EXTERIOR LIGHT REMOVE
IN GARAGE TO HAVE PAINT REMOVED. i AN i =5@T‘§ i i I
I 1 J_l 1 / |
(029) REMOVE FLUTED WOOD COLUMN WITH ICONIC CAP ! | T TRANSFORMER AND SINGLE OUTLET REMOVE
@ PAINT FOR REINSTALLATION. ] 5 '/ == H Ko
REMOVE PAINT FROM FLUTED WOOD PILASTER, I ! I
WITH ICONIC CAP, REBUILD BASE TRIM. I / ! | FLB  FIRE DEPARTMENT LOCK BOX REMOVE
I i L ! | SALVAGE FOR REINSTALLATION. REMODEL
(031) REMOVE CONCRETE STEPS I N -~ LR | !
L — /o) - 11
B%VHVEVRASTQR (022) i i (S) | ﬁ__ | RLB REALTOR LOCK BOX REMOVE 263 MICEON AVENUE
REMOVE EXISTING EXTERIOR WALL MOUNTED || @I;: I TORRINGTON. CT
EXHAUST FAN AND ALL INTERIOR DUCTWORK. REMOVE MASONRY - EXIT STEAM () 1 X e ’
REMOVE EXISTING VERTICAL DOWNSPOUT ALARMED A s EMERGENCY RADIATOR I FOR
AND ALL INTERNAL HVAC LINES. DOOR & 65 AFLIGHij P U S ; I McCALL FOUNDATION, INC.
n n S -— Wb e Il
REMOVE EXTERIOR 2 ELECTRICAL == 1 . FLB RLB ¥ =2 i - | o —
MOUNTED ELECTRICAL CONDUIT N ! = BT W | : CON
I I o0 %0
REMOVE EXTERIOR MOUNTED ELECTRICAL e e J, I i . 2 A" | MArk Date s QSZ«CLE“/Y..(‘ o,
CONDUIT 040 U] I N = L9 PSRRI
———————— AAPES :
REMOVE ELECTRICAL SWITCH AND ALL ASSOCIATED ] DN H2Y
ELECTRICAL LINES. I P
I s e ;
REMOVE METAL BOX MOUNTED ON BUILDING ALARVED O s W—_—_—_J_—_A AN ® 03 ‘4, 0,‘:._\_.-“/0..__ i
REMOVE EXISTING EXTERIOR FLOOD LIGHT AND ALL EXTERIOR DOOR HS LL———.—————r———r\' '8 e SED ARCO
EXPOSED ELECTRICAL CONDUIT AND WIRING. S L " sucacase®
| | | |
REMOVE EXISTING BASKET BALL BACKBOARD AND BASKET ] Up Drawing Tie:
| | | | |
REMOVE EXISTING ALUMINUM STORM WINDOW, I FIRST FLOOR DEMOLITION ~ PLAN
041) REMOVE EXISTING FIRE ALARM BELL AND 1\ Drawing No.
EXPOSED CONDUIT. N Date  06/07/2025
o 038 Scale  1/4"=1"-0
042) REMOVE PENDANT LIGHT FIXTURE TO 039 Job No.
BE REMOVED, FIXTURE CLEANED AND CON
REWIRED AND REINSTALLED. -
REMOVE EXISTING EXTERIOR WALL MOUNTED
JUNCTION BOX AND ALL EXPOSED CONDUIT NORTH
AND ASSOCATED LIGHT FIXTURE.
| | | | | | |
(I \FIRST FLOOR DEMOLITION PLAN X\ architects
/2\ @ 1/47=1-0" 2273 S 19 Tioga Street  Torrington, CT 06790
045) REMOVE FINISHES FROM WOOD HANDRAIL - . :
BACK TO BARE WOOD AN PREP FOR RESTAINING e=mail boestudio@optimum.net
ANDFINISHING. PHONE /FAX 860-307—6816
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