
TORRINGTON, CONNECTICUT

Mc CALL FOUNDATION INC.

JUNE 2, 2026

FOR

REMODEL

883 MAIN STREET

AutoCAD SHX Text
SYMBOLS LEGEND, INDEX OF DRAWINGS

AutoCAD SHX Text
AS IT AMENDS 2021 INTERNATIONAL BUILDING  CODE

AutoCAD SHX Text
2022 CONNECTICUT STATE FIRE SAFETY CODE

AutoCAD SHX Text
2022 CONNECTICUT STATE FIRE PREVENTION CODE

AutoCAD SHX Text
OF THE NATIONAL FIRE PROTECTION ASSOCIATION INC.

AutoCAD SHX Text
AS IT AMENDS 2020 NFPA 70, NATIONAL ELECTRICAL CODE, 

AutoCAD SHX Text
AS IT AMENDS 2021 INTERNATIONAL ENERGY  CONSERVATION CODE

AutoCAD SHX Text
AS IT AMENDS 2021 INTERNATIONAL MECHANICAL CODE

AutoCAD SHX Text
AS IT AMENDS 2021 INTERNATIONAL PLUMBING CODE

AutoCAD SHX Text
AS IT AMENDS 2021 INTERNATIONAL EXISITING BUILDING CODE

AutoCAD SHX Text
BUILDING CODE INFORMATION

AutoCAD SHX Text
2022 CONNECTICUT STATE BUILDING CODE

AutoCAD SHX Text
2022 CONNECTICUT STATE BUILDING CODE

AutoCAD SHX Text
2022 CONNECTICUT STATE BUILDING CODE

AutoCAD SHX Text
2022 CONNECTICUT STATE BUILDING CODE

AutoCAD SHX Text
2022 CONNECTICUT STATE BUILDING CODE

AutoCAD SHX Text
2022 CONNECTICUT STATE BUILDING CODE

AutoCAD SHX Text
APPLICABLE CODES: 

AutoCAD SHX Text
EXISTING WALL TO BE REMOVED

AutoCAD SHX Text
EXISTING WALL TO BE REMAIN

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
NOMINAL DIMENSION LUMBER

AutoCAD SHX Text
ACTUAL DIMENSION LUMBER

AutoCAD SHX Text
COLUMN AND COLUMN GRID

AutoCAD SHX Text
DATUM MARK / WORKING POINT

AutoCAD SHX Text
2

AutoCAD SHX Text
A4

AutoCAD SHX Text
2 x 4

AutoCAD SHX Text
2" x 4"

AutoCAD SHX Text
123

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
2

AutoCAD SHX Text
A4

AutoCAD SHX Text
INTERIOR ELEVATION

AutoCAD SHX Text
ROOM NAME AND NUMBER

AutoCAD SHX Text
DOOR NUMBER

AutoCAD SHX Text
WINDOW TYPE

AutoCAD SHX Text
WALL TYPE

AutoCAD SHX Text
1

AutoCAD SHX Text
A

AutoCAD SHX Text
DETAIL IDENTIFICATION

AutoCAD SHX Text
2/A4

AutoCAD SHX Text
SECTION NO.

AutoCAD SHX Text
SHEET NO.

AutoCAD SHX Text
CENTERLINE

AutoCAD SHX Text
WALL SECTION

AutoCAD SHX Text
BUILDING SECTION

AutoCAD SHX Text
L

AutoCAD SHX Text
C

AutoCAD SHX Text
L

AutoCAD SHX Text
P

AutoCAD SHX Text
PLATE

AutoCAD SHX Text
BORING LOCATION

AutoCAD SHX Text
NEW CONTOUR

AutoCAD SHX Text
A

AutoCAD SHX Text
#2

AutoCAD SHX Text
SYMBOLS

AutoCAD SHX Text
100.00

AutoCAD SHX Text
101.50

AutoCAD SHX Text
FINISH SPOT ELEVATION

AutoCAD SHX Text
EXISTING CONTOUR

AutoCAD SHX Text
EXISTING SPOT ELEVATION

AutoCAD SHX Text
REVISION NUMBER

AutoCAD SHX Text
2

AutoCAD SHX Text
FIRST FLOOR PLAN, WALL SECTIONS

AutoCAD SHX Text
DEMOLITION REFLECTED CEILING PLAN

AutoCAD SHX Text
ARCHITECTURAL DRAWINGS

AutoCAD SHX Text
DEMOLITION FLOOR PLAN

AutoCAD SHX Text
A1

AutoCAD SHX Text
D2

AutoCAD SHX Text
D1

AutoCAD SHX Text
INDEX OF DRAWINGS

AutoCAD SHX Text
COVERSHEET:

AutoCAD SHX Text
CS

AutoCAD SHX Text
AND BUILDING CODE DATA

AutoCAD SHX Text
ABBREVIATIONS, MATERIAL LEGEND,

AutoCAD SHX Text
BOE STUDIO

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
PHONE/ FAX

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
A2

AutoCAD SHX Text
REFLECTED CEILING PLAN, DOOR TYPES

AutoCAD SHX Text
REFLECTED CEILING PLAN, DOOR TYPES

AutoCAD SHX Text
DEMOLITION REFLECTED CEILING PLAN

AutoCAD SHX Text
AA2

AutoCAD SHX Text
FIRST FLOOR PLAN, WALL SECTIONS

AutoCAD SHX Text
AA1

AutoCAD SHX Text
AD2

AutoCAD SHX Text
AD1

AutoCAD SHX Text
DEMOLITION FLOOR PLAN

AutoCAD SHX Text
ALTRENATE NUMBER ONE DRAWINGS

AutoCAD SHX Text
2022 CONNECTICUT STATE BUILDING CODE

AutoCAD SHX Text
AS IT AMENDS 2021 INTERNATIONAL EXISITING BUILDING CODE

AutoCAD SHX Text
BUILDING OCCUPANCY: BUSINESS

AutoCAD SHX Text
CONSTRUCTION TYPE: TYPE 3B NON SPRINKLED BUILDING

AutoCAD SHX Text
BUILDING AREA: 4,459 GSF

AutoCAD SHX Text
OCCUPANT LOAD:  63 OCCUPANTS

AutoCAD SHX Text
PROJECT TYPE:  ALTERATIONS LEVEL 3

AutoCAD SHX Text
WORK DESCRIPTION:  1.  REMOVAL OF EXISTING WOOD STUD WALLS AND      GYPSUM BOARD. 2.  REMOVAL OF EXISTING SUSPENDED ACOUSTICAL     CEILING SYSTEM. 3.  REMOVAL OF EXISTING WOOD DOOR AND DOOR     FRAMES AND DOOR HARDWARE . 4.  REMOVAL OF EXISTING FLOOR CARPETING. 5.  INSTALL NEW WOOD STUD WALLS WITH GYPSUM     BOARD TO UNDERSIDE OF EXISTING CONCEALED     SPINE ACOUSTICAL CEILING. 6.  INSTALL NEW PREHUNG WOOD DOORS AND      DOOR HARDWARE. 7.  INSTALL NEW CARPET TILE. 8.  PAINT NEW WALL WITH ONE COAT OF     PRIMER AND TWO COATS OF FINISH PAINT. 9.  EXISTING WALLS TO BE CLEANED AND PAINTED     TWO COATS OF FINISH PAINT. 10. NEW SUSPENED ACOUSTICAL CEILING SYSTEM 11. EXISTING LED LIGHTS TO BE REMOVED AND RELOCATED     IN NEW ACOUSTICAL CEILING SYSTEM. 12. EXISTING SUPPLY AIR GRILLS AND RETURN AIR GRILLS     TO BE RELOCATED AND DUCT WORK EXTENDED OR      SHORTENED AS REQUIRED. 13. SMOKE DETECTORS TO BE REMOVED  CLEANED     AND RELOCATED IN NEW SUSPENDED ACOUSTICAL      CEILING SYSTEM. 14. HORN STOBES TO BE REMOVED CLEANED AND RELOCATED     IN SUSPENED ACOUSTICAL CEILING SYSTEM.

AutoCAD SHX Text
ALLOWABLE BUILDING HEIGHT TYPE III B MAX 55'

AutoCAD SHX Text
 ACTUAL BUILDING HEIGHT  14'

AutoCAD SHX Text
ALLOWABLE BUILDING STORIES TYPE III B MAX  3  STORIES

AutoCAD SHX Text
 ACTUAL BUILDING: ONE STORY

AutoCAD SHX Text
BUSINESS OCCUPANCY, TYPE 111 B CONSTURCTION NON SPRINKLED.

AutoCAD SHX Text
ALLOWABLE BUILDING AREA:  19,000 SF

AutoCAD SHX Text
ACTUAL BUILDING AREA:  4,459 SF

AutoCAD SHX Text
MAXIMUM ALLOWABLE EXIST ACCESS TRAVEL DISTANCE:  200'

AutoCAD SHX Text
ACTUAL EXIST ACCESS TRAVEL DISTANCE:  150'

AutoCAD SHX Text
MINIMUM CORRIDOR WIDTH:  44"

AutoCAD SHX Text
ALL CORRIDOR WIDTHS EXCEED 44"

AutoCAD SHX Text
PROVIDE A PROPOSAL TO PROVIDE ALL LABOR AND  MATERIALS FOR COMPLETION OF PROJECT AS OUTLINED IN DRAWINGS D1, D2, A1, A2.  PROVIDE ADDITIONAL  PRICE FOR ALTERNATE NUMBER ONE AS PER DRAWINGS AD1,AD2, AA1 AND AA2.

AutoCAD SHX Text
PROJECT PROPOSALS



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\MC CALL FOUNDATION PROJECTS\883 MAIN STREET MCCALL FOUNDATION\APRIL 2026\883 EXISTING FLOOR PLAN 01-09-2023.DWG 3/5/26 8:41 AM 

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
1

AutoCAD SHX Text
D1

AutoCAD SHX Text
DEMOLITION FLOOR PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
120

AutoCAD SHX Text
CONFERENCE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
124

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
112

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
110

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
HALL

AutoCAD SHX Text
111

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
109

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
DEMOLITION FLOOR PLAN 

AutoCAD SHX Text
06 -02-2026

AutoCAD SHX Text
1/4"= 1'-0"

AutoCAD SHX Text
D1

AutoCAD SHX Text
WOMEN

AutoCAD SHX Text
104

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
SS

AutoCAD SHX Text
STAFF OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
106

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
INTAKE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
116

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107A

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
RECEPTION

AutoCAD SHX Text
101

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
MEN

AutoCAD SHX Text
105

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
103

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
102B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
HALL

AutoCAD SHX Text
122

AutoCAD SHX Text
F1

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
REMOVE EXISTING WOOD STUD WALL WITH GYPSUM BOARD FINISH.

AutoCAD SHX Text
101

AutoCAD SHX Text
REMOVE EXISTING DOOR DOOR FRAME AND DOOR AND TRIM. 

AutoCAD SHX Text
101

AutoCAD SHX Text
101

AutoCAD SHX Text
101

AutoCAD SHX Text
101

AutoCAD SHX Text
100

AutoCAD SHX Text
101

AutoCAD SHX Text
101

AutoCAD SHX Text
101

AutoCAD SHX Text
101

AutoCAD SHX Text
101

AutoCAD SHX Text
100

AutoCAD SHX Text
102

AutoCAD SHX Text
REMOVE EXISTING CARPET TILE STORE AND REINSTALL

AutoCAD SHX Text
CONTRACTOR TO PROVIDE DUMPSTER ON SITE FOR REMOVAL OF ALL DEMOLITION MATERIAL. DUMPSTER TO BE REMOVED WHEN FULL. 



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
119

AutoCAD SHX Text
1

AutoCAD SHX Text
D2

AutoCAD SHX Text
REFLECTED CEILING DEMOLITION PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\883 MAIN STREET MCCALL FOUNDATION\883 EXISTING FLOOR PLAN 12-20-2022.DWG 11/23/22 11:03 AM 

AutoCAD SHX Text
SA

AutoCAD SHX Text
BOTTOM  OF WALL AT 7'-0"

AutoCAD SHX Text
SD

AutoCAD SHX Text
SA

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
114

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
127

AutoCAD SHX Text
SD

AutoCAD SHX Text
TM

AutoCAD SHX Text
SA

AutoCAD SHX Text
SD

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
126

AutoCAD SHX Text
BOTTOM  OF WALL AT 7'-0"

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
125

AutoCAD SHX Text
SD

AutoCAD SHX Text
SA

AutoCAD SHX Text
SD

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
125

AutoCAD SHX Text
SA

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL SOUTH

AutoCAD SHX Text
116

AutoCAD SHX Text
SA

AutoCAD SHX Text
SA

AutoCAD SHX Text
SD

AutoCAD SHX Text
SC

AutoCAD SHX Text
S/N

AutoCAD SHX Text
EASTHALL

AutoCAD SHX Text
121

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
115

AutoCAD SHX Text
SD

AutoCAD SHX Text
SD

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
123

AutoCAD SHX Text
SA

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
118

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
110

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
111

AutoCAD SHX Text
SD

AutoCAD SHX Text
WEST SOUTH HALL

AutoCAD SHX Text
112

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
HS

AutoCAD SHX Text
SD

AutoCAD SHX Text
JANITOR

AutoCAD SHX Text
109

AutoCAD SHX Text
TM

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107

AutoCAD SHX Text
SA

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-489-3771

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
REFLECTED CEILING DEMOLITION PLAN 

AutoCAD SHX Text
06-02-2026

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
D2

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-489-3771

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
SA

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
122

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
TM

AutoCAD SHX Text
REMOVE EXISTING ACOUSTICAL CEILING SUSPENSION SYSTEM, CEILING TRACK AND ACCOUSTICAL CEILING TILE.

AutoCAD SHX Text
NEW 3" DIA PUCK LOOKS LIKE IT HAS BLUE TOOTH LED LIGHT. REMOVE AND  RELOCATE AS PER DRAWING 1/A2 

AutoCAD SHX Text
12"x12" SUPPLY AIR GRILL REMOVE AND RELOCATE PER DRAWING  1/A2

AutoCAD SHX Text
EXIT LIGHT WITH DIRECTIONAL ARROW

AutoCAD SHX Text
2x4 RECESSED LIGHT FIXTURE REMOVE AND RELOCATE AS PER A2 REFLECTED CEILING PLAN 1/A2

AutoCAD SHX Text
12"x12" BATHROOM EXHAUST FAN

AutoCAD SHX Text
SECURITY CAMERA REMOVE AND  RELOCATE AS PER REFLECTED  CEILING PLAN DRAWING 1/A2.

AutoCAD SHX Text
SMOKE DETECTOR REMOVE AND RELOCATE AS PER REFLECTED CEILING PLAN DRAWING 1/A2

AutoCAD SHX Text
SC

AutoCAD SHX Text
HS

AutoCAD SHX Text
SD

AutoCAD SHX Text
1. EXISTING SUSPENDED CEILING SYSTEM CURRENTLY   SITS ON TOP OF EXISTING WALLS. 

AutoCAD SHX Text
SC

AutoCAD SHX Text
S/N

AutoCAD SHX Text
EAST HALL

AutoCAD SHX Text
120

AutoCAD SHX Text
2x4 RECESSED LIGHT FIXTURE REMOVE AND RELOCATE AS PER A2 REFLECTED CEILING PLAN 1/A2

AutoCAD SHX Text
GYPSUM BOARD CEILING TO REMAIN

AutoCAD SHX Text
FIRE ALARM HORN/STROBE REMOVE AND RELOCATE AS PER REFLECTED CEILING PLAN DRAWING 1/A2.



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\MC CALL FOUNDATION PROJECTS\883 MAIN STREET MCCALL FOUNDATION\APRIL 2026\883 EXISTING FLOOR PLAN 01-09-2023.DWG 3/5/26 8:41 AM 

AutoCAD SHX Text
W1

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
1

AutoCAD SHX Text
A1

AutoCAD SHX Text
FLOOR PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
EQ

AutoCAD SHX Text
EQ

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W3

AutoCAD SHX Text
W3

AutoCAD SHX Text
B1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
4'-2 1/8"

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
B1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
W3

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
W3

AutoCAD SHX Text
W2

AutoCAD SHX Text
10'-10 1/2"

AutoCAD SHX Text
W1

AutoCAD SHX Text
C1

AutoCAD SHX Text
F1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W1

AutoCAD SHX Text
B1

AutoCAD SHX Text
F1

AutoCAD SHX Text
W3

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
W2

AutoCAD SHX Text
B1

AutoCAD SHX Text
C1

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
06

AutoCAD SHX Text
W5

AutoCAD SHX Text
W5

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
W1

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
W5

AutoCAD SHX Text
B1

AutoCAD SHX Text
F1

AutoCAD SHX Text
C1

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
F1

AutoCAD SHX Text
05

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W1

AutoCAD SHX Text
B1

AutoCAD SHX Text
W3

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
01

AutoCAD SHX Text
02

AutoCAD SHX Text
HALL

AutoCAD SHX Text
122

AutoCAD SHX Text
A1

AutoCAD SHX Text
10

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
SS

AutoCAD SHX Text
STAFF OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
-

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
-

AutoCAD SHX Text
W4

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
07

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
FLOOR PLAN 

AutoCAD SHX Text
06-02-2026

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
A1

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
COPIER STATION

AutoCAD SHX Text
2"

AutoCAD SHX Text
B1

AutoCAD SHX Text
C1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
W3

AutoCAD SHX Text
W1

AutoCAD SHX Text
B-.

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
F3

AutoCAD SHX Text
C1

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
B1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W1

AutoCAD SHX Text
F1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
W4

AutoCAD SHX Text
W4

AutoCAD SHX Text
W3

AutoCAD SHX Text
W1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
B1

AutoCAD SHX Text
F1

AutoCAD SHX Text
C1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
B1

AutoCAD SHX Text
F1

AutoCAD SHX Text
C1

AutoCAD SHX Text
W3

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
03

AutoCAD SHX Text
W1

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
INTAKE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
116

AutoCAD SHX Text
F1

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
04

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
W2

AutoCAD SHX Text
W3

AutoCAD SHX Text
W1

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
W2

AutoCAD SHX Text
B1

AutoCAD SHX Text
F1

AutoCAD SHX Text
RECEPTION

AutoCAD SHX Text
WAITING

AutoCAD SHX Text
101

AutoCAD SHX Text
W2

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
HALL

AutoCAD SHX Text
111

AutoCAD SHX Text
F2

AutoCAD SHX Text
F1

AutoCAD SHX Text
12"

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
110

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
109

AutoCAD SHX Text
C1

AutoCAD SHX Text
W1

AutoCAD SHX Text
F1

AutoCAD SHX Text
B2

AutoCAD SHX Text
F2

AutoCAD SHX Text
W1

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
F1

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107A

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
103

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
102B

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
106

AutoCAD SHX Text
MEN

AutoCAD SHX Text
105

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
      PILE WEIGHT: 24 OZ/SY

AutoCAD SHX Text
1/2" GYPSUM BOARD INFILL AT EXISTING DOOR OPENING

AutoCAD SHX Text
ELEVATION A

AutoCAD SHX Text
10

AutoCAD SHX Text
A1

AutoCAD SHX Text
ELEVATION OF DOOR INFILL

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
1x4 BASE BOARD

AutoCAD SHX Text
1x4 JAMB HEAD TRIM AT DOOR TO MATCH EXISTING

AutoCAD SHX Text
07

AutoCAD SHX Text
EXISTING WOOD PANEL

AutoCAD SHX Text
DEMOLITION OF DOOR AND DOOR FRAME

AutoCAD SHX Text
DEMOLITION OF WALL

AutoCAD SHX Text
     ADHESIVE: NEXT 1200 [4GAL]

AutoCAD SHX Text
     CLASS 1 FLAMIBILITY TESTING

AutoCAD SHX Text
     USAGE CLASSIFICATION: 33

AutoCAD SHX Text
     COLOR AS SELECTED BY OWNER

AutoCAD SHX Text
     WARANTEE:  LIFETIME BACKING WARANTEE

AutoCAD SHX Text
                LIFETIME COMMERCIAL WEAR

AutoCAD SHX Text
B1:  4" COVED RUBBER BASE

AutoCAD SHX Text
SYMBOLS LEGEND

AutoCAD SHX Text
WALL BASE:

AutoCAD SHX Text
     STATIC: <2K

AutoCAD SHX Text
     NEXTFLOOR.NET

AutoCAD SHX Text
      GUAGE: 1/12TH

AutoCAD SHX Text
      DENSITY: 7500

AutoCAD SHX Text
EXISTING WALL

AutoCAD SHX Text
NEW WALL

AutoCAD SHX Text
 SHERWIN WILLIAMS "DURATION"  [SATIN FINISH] INTERIOR 

AutoCAD SHX Text
EXISTING WALL: CLEAN WALL, PAINT WITH  TWO COATS OF 

AutoCAD SHX Text
W3: PRIME PAINT, SHERWIN WILLIAMS  EXTREME BOND PRIMER,

AutoCAD SHX Text
W1: PRIME PAINT, SHERWIN WILLIAMS  EXTREME BOND PRIMER,

AutoCAD SHX Text
      PATTERN REPEAT: NONE

AutoCAD SHX Text
      SECONDARY BACKING: ULTRASET

AutoCAD SHX Text
      INSTALLATION: PER OWNERS DIRECTION.

AutoCAD SHX Text
      PERFORMANCE CHARACTERISTICS

AutoCAD SHX Text
        STATIC (AATC 134): UNDER 3.5 K.V.

AutoCAD SHX Text
        QUARTER TURN/BRICK ASHLER/VERTICAL

AutoCAD SHX Text
        FLAMMABILITY: ASTM 648 CLASS I GLUEDOWN

AutoCAD SHX Text
                 10 YEAR STATIC PROTECTION

AutoCAD SHX Text
        INDOOR AIR QUALITY: GLP #0350

AutoCAD SHX Text
      WARRANTY: 10 YEAR LIMITED WEAR

AutoCAD SHX Text
F2:  CARPET TILE: NEXT FLOOR

AutoCAD SHX Text
% BCF DYED SOLUTION

AutoCAD SHX Text
                 10 YEAR LIMITED STAIN RESISTANCE

AutoCAD SHX Text
                 10 YEAR LIMITED COLORFASTNESS TO LIGHT

AutoCAD SHX Text
                 10 YEAR LIMITED COLORFASTNESS TO 

AutoCAD SHX Text
                    ATMOSOPHERIC CONTAMINATES.

AutoCAD SHX Text
        SMOKE DENSITY: LESS THAN 450

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
     CLEAN STEP 896

AutoCAD SHX Text
      FIBER SYSTEM: 100

AutoCAD SHX Text
WOMEN

AutoCAD SHX Text
104

AutoCAD SHX Text
        ASHLER/MONOLITIC

AutoCAD SHX Text
        PILL TEST: PASSES

AutoCAD SHX Text
      SIZE: 24"x 24"   

AutoCAD SHX Text
INTERIOR LAYTEX PAINT [SATIN FINSH] AT NEW CONSTRUCTION.

AutoCAD SHX Text
  TWO COATS OF SHERWIN WILLIAMS "DURATION" 

AutoCAD SHX Text
F1:  NRF DISTRIBUTORS: OFFICE ANTHOLOGY

AutoCAD SHX Text
     MAIN STREET 2x2 CARPET TILE:

AutoCAD SHX Text
      STYLE: MAIN STREET TILE

AutoCAD SHX Text
      PILE YARN CONTENT: SOLUTION DYED PET

AutoCAD SHX Text
      CONSTRUCTION: TEXTURED PATTERNED LOOP

AutoCAD SHX Text
      TUFTED WEIGHT:  14OZ.

AutoCAD SHX Text
      DENISTY:  7,098

AutoCAD SHX Text
      GUAGE:  1/12

AutoCAD SHX Text
FLOORING:

AutoCAD SHX Text
 WILLIAMS "DURATION"  INTERIOR LAYTEX PAINT [SATIN FINISH].

AutoCAD SHX Text
W2: CLEAN WALL, PAINT WITH  TWO COATS OF SHERWIN 

AutoCAD SHX Text
INTERIOR LAYTEX PAINT.[SATIN FINISH]

AutoCAD SHX Text
  TWO COATS OF SHERWIN WILLIAMS "DURATION" 

AutoCAD SHX Text
WALLS:

AutoCAD SHX Text
4'-10 1/4"

AutoCAD SHX Text
4'-1 1/2"

AutoCAD SHX Text
74 SF

AutoCAD SHX Text
83 SF

AutoCAD SHX Text
84 SF

AutoCAD SHX Text
85 SF

AutoCAD SHX Text
83 SF

AutoCAD SHX Text
251 SF

AutoCAD SHX Text
243 SF

AutoCAD SHX Text
83 SF

AutoCAD SHX Text
15 OCC

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
120

AutoCAD SHX Text
122 SF

AutoCAD SHX Text
136 SF

AutoCAD SHX Text
CONFERENCE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
124

AutoCAD SHX Text
262 SF

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
112

AutoCAD SHX Text
122 SF

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
60 SF

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
85 SF

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
60 SF

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
610 SF

AutoCAD SHX Text
05 OCC

AutoCAD SHX Text
01 OCC

AutoCAD SHX Text
18 OCC

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
291 SF

AutoCAD SHX Text
01 OCC

AutoCAD SHX Text
01 OCC

AutoCAD SHX Text
01 OCC

AutoCAD SHX Text
02 OCC

AutoCAD SHX Text
10 OCC.

AutoCAD SHX Text
213 SF

AutoCAD SHX Text
01 OCC.

AutoCAD SHX Text
63 OCCUPANTS

AutoCAD SHX Text
50'-1 3/8"

AutoCAD SHX Text
94'-11 1/8"

AutoCAD SHX Text
EXIT 

AutoCAD SHX Text
EXIT 

AutoCAD SHX Text
4'-7"

AutoCAD SHX Text
4'-1"

AutoCAD SHX Text
4'-2 1/8"

AutoCAD SHX Text
4,459 GROSS SQUARE FEET

AutoCAD SHX Text
PS

AutoCAD SHX Text
PS

AutoCAD SHX Text
PS

AutoCAD SHX Text
EXISTING FIRE ALARM PULL STATION

AutoCAD SHX Text
LAYTEX PAINT.

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
101

AutoCAD SHX Text
DOOR WALL STOP 

AutoCAD SHX Text
PROVIDE SOLID WALL BLOCKING INSIDE STUDWALL

AutoCAD SHX Text
DOOR FLOORSTOP 

AutoCAD SHX Text
100

AutoCAD SHX Text
101

AutoCAD SHX Text
KEY NOTES

AutoCAD SHX Text
100

AutoCAD SHX Text
WALL FINISHES

AutoCAD SHX Text
B2

AutoCAD SHX Text
W2

AutoCAD SHX Text
WALL FINISHES

AutoCAD SHX Text
W1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
CEILING HEIGHT

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
ROOM FINISH  SCHEDULE SYMBOL

AutoCAD SHX Text
FLOORING

AutoCAD SHX Text
FLOOR BASE

AutoCAD SHX Text
CEILING SYSTEM

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
3

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
4

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
5

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
2

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
4

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C. INFILL AT FORMER DOOR OPENING

AutoCAD SHX Text
TOP OF  DOOR HEADER

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
1/2" GYPSUM BOARD

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
1/2" GYPSUM BOARD

AutoCAD SHX Text
6

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
BOTTOM OF EXISTING DOOR HEADER

AutoCAD SHX Text
1x4 WOOD PICTURE FRAME AROUND EXISTING DOOR  OPENING.

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C. INFILL AT FORMER DOOR OPENING

AutoCAD SHX Text
PINE SCOTIA TRIM BROSCO 8061

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
EXTG WOOD PANELING

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C. INFILL AT FORMER DOOR OPENING

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
1/2" GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
TOP OF  DOOR HEADER

AutoCAD SHX Text
NEW 1x3 BETWEEN EXT. 1x3 FURRING  STRIPES AT 1'-4" O.C.

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXTG 1x3  FURRING STRIPS

AutoCAD SHX Text
7

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
8

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
NEW 1x3 BETWEEN EXT. 1x3 FURRING  STRIPES AT 1'-4" O.C.

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
EXTG 1x3  FURRING STRIPS

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
EXTG WOOD PANELING

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
9

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
2

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
NEW 1x3 BETWEEN EXT. 1x3 FURRING  STRIPES AT 1'-4" O.C.

AutoCAD SHX Text
EXTG 1x3  FURRING STRIPS

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING GYPSUM BOARD

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
4

AutoCAD SHX Text
2



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
NEW EXIT LIGHT WITH DIRECTIONAL ARROW WITH TWO EXTERIOR EMERGENCY LIGHTS AND TWO INTERIOR EMERGENCY LIGHTS ACCESSIBLE LABEL

AutoCAD SHX Text
NEW EXIT LIGHT WITH WITH TWO EXTERIOR EMERGENCY LIGHTS AND TWO INTERIOR EMERGENCY LIGHTS

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\MC CALL FOUNDATION PROJECTS\883 MAIN STREET MCCALL FOUNDATION\MAY  2026\REFLECTED CEILING PLAN 05-14-2026.DWG 4/18/26 8:05 PM 

AutoCAD SHX Text
NL

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR FLOOR STOP: ROCKWOOD 446 US26D 626 SATIN CHROME

AutoCAD SHX Text
SIMPSON 282  PRIME PAINTED WOOD: FIR SLAB WIDTH 2'-8" SLAB HEIGHT 6'-8" SLAB THICKNESS 1 3/8" RAIN PATTERN GLASS TEMPERED STICKING PROFILE SHAKER STICKING STILE WIDTH 5 1/2" PREHUNG DOOR FRAME SCHLAGE PASSAGE LEVERSET WITH ELAN LEVER SATIN NICKEL FINISH DOOR WALL STOP: ROCKWOOD 409 US26D 626 SATIN CHROME

AutoCAD SHX Text
2

AutoCAD SHX Text
A2

AutoCAD SHX Text
DOOR TYPES AND DOOR HARDWARE

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
2'-8"

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
TO

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR WALL STOP: ROCKWOOD 409  US26D 626 SATIN CHROME

AutoCAD SHX Text
01

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE PASSAGE LEVERSET WITH ELAN  LEVER:  SATIN NICKEL FINISH DOOR WALL STOP: ROCKWOOD 409 US26D 626 SATIN CHROME

AutoCAD SHX Text
02

AutoCAD SHX Text
TO

AutoCAD SHX Text
03

AutoCAD SHX Text
TO

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
INTAKE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
116

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
TO

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
HALL

AutoCAD SHX Text
121

AutoCAD SHX Text
TO

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR WALL STOP:ROCKWOOD 409  US26D 626 SATIN CHROME

AutoCAD SHX Text
NOTE ALL NEW  DOORS:PRIME PAINTED ONE COAT SHERWIN WILLIAMS  EXTREME BOND, TWO COATS OF DURATION LAYTEX ACRYLIC PAINT [SEMI GLOSS FINISH]

AutoCAD SHX Text
04

AutoCAD SHX Text
05

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR WALL STOP: ROCKWOOD 409 US26D 626 SATIN CHROME

AutoCAD SHX Text
HALL

AutoCAD SHX Text
121

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
HALL

AutoCAD SHX Text
121

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR WALL STOP: ROCKWOOD 409 US26D 626 SATIN CHROME

AutoCAD SHX Text
06

AutoCAD SHX Text
07

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
1

AutoCAD SHX Text
A2

AutoCAD SHX Text
REFLECTED CEILING  PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
SD

AutoCAD SHX Text
SA

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
120

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
SA

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
NL

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
REFLECTED CEILIING FPLAN 

AutoCAD SHX Text
06-02-2026

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
A2

AutoCAD SHX Text
NEW EXIT LIGHT  TWO INTERIOR EMERGENCY LIGHTS ACCESSIBLE LABEL

AutoCAD SHX Text
SA

AutoCAD SHX Text
RETURN AIR GRILL

AutoCAD SHX Text
12"x12" SUPPLY AIR GRILL

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
EXISTING EXIT LIGHT WITH DIRECTIONAL ARROW WITH 2 EMERGENCY  LIGHTS

AutoCAD SHX Text
 N

AutoCAD SHX Text
L

AutoCAD SHX Text
L

AutoCAD SHX Text
W/N HALL

AutoCAD SHX Text
113

AutoCAD SHX Text
HS

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
CONFERENCE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
124

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
SD

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
SD

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
SD

AutoCAD SHX Text
RL

AutoCAD SHX Text
TM

AutoCAD SHX Text
SC

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
SD

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
RL

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
112

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
INTAKE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
116

AutoCAD SHX Text
RL

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
HALL

AutoCAD SHX Text
122

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
SS

AutoCAD SHX Text
STAFF OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
L

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
RECEPTION

AutoCAD SHX Text
101

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
102B

AutoCAD SHX Text
RL

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
RL

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
SD

AutoCAD SHX Text
RL

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
110

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
109

AutoCAD SHX Text
RL

AutoCAD SHX Text
HS

AutoCAD SHX Text
SD

AutoCAD SHX Text
HS

AutoCAD SHX Text
HALL

AutoCAD SHX Text
111

AutoCAD SHX Text
RL

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
106

AutoCAD SHX Text
TM

AutoCAD SHX Text
N

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
SD

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107A

AutoCAD SHX Text
MEN

AutoCAD SHX Text
105

AutoCAD SHX Text
N

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
RL

AutoCAD SHX Text
WOMEN

AutoCAD SHX Text
104

AutoCAD SHX Text
NEW 2x4 RECESSED LIGHT FIXTURE TO MATCH EXISTING LIGHTS

AutoCAD SHX Text
NEW EXIT LIGHT WITH DIRECTIONAL ARROW WITH TWO EXTERIOR EMERGENCY LIGHTS AND TWO INTERIOR EMERGENCY LIGHTS ACCESSIBLE LABEL WALL MOUNTED

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
EXTENDED EXISTING WALLS TO UNDERSIDE OF EXISTING CONCEALED  SPLINE ACOUSTICAL CEILING

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RELOCATED EXISTING 2x2 RECESSED LIGHT FIXTURE

AutoCAD SHX Text
N

AutoCAD SHX Text
RELOCATED EXISTING 2x4 RECESSED LIGHT FIXTURE

AutoCAD SHX Text
FIRE ALARM HORN/STROBE

AutoCAD SHX Text
LED WALL WASHER

AutoCAD SHX Text
LED DOWN LIGHT

AutoCAD SHX Text
SECURITY CAMERA

AutoCAD SHX Text
NL

AutoCAD SHX Text
SC

AutoCAD SHX Text
INTERNET TRANSMITTER

AutoCAD SHX Text
SMOKE DETECTOR

AutoCAD SHX Text
SYMBOLS LEGEND

AutoCAD SHX Text
HS

AutoCAD SHX Text
SD

AutoCAD SHX Text
TM

AutoCAD SHX Text
ACOUSTICAL SUSPENDED CEILING TILE SYSTEM: ARMSTRONG OR USG  TILE: 7/8"x2'x 2' ARMSTRONG: ULTIMA HIGH NRC  NUMBER 1914 TEGULAR BEVELED EDGE USG: "MARS HIGH -NRC /HIGH-CAC, NUMBER 88135 SLT  BEVELED TEGULAR EDGE GRID:  ARMSTRONG: 15/16 PRELUDE XL, WHITE  USG: USG DONN,  AX 15/16" ACOUSTICAL     SUSPENSION SYSTEM

AutoCAD SHX Text
CELING SYSTEM:



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\MC CALL FOUNDATION PROJECTS\883 MAIN STREET MCCALL FOUNDATION\APRIL 2026\883 EXISTING FLOOR PLAN 01-09-2023.DWG 3/5/26 8:41 AM 

AutoCAD SHX Text
1

AutoCAD SHX Text
AD1

AutoCAD SHX Text
ALTERNATE ONE

AutoCAD SHX Text
DEMOLITION FLOOR PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
CONFERENCE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
124

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
120

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
100

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
101

AutoCAD SHX Text
100

AutoCAD SHX Text
101

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
112

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
110

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
HALL

AutoCAD SHX Text
111

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
109

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
101

AutoCAD SHX Text
100

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
F1

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107A

AutoCAD SHX Text
CONTRACTOR TO SEPERATE ALL WORK AREAS FROM AREAS TO BE OCCUPIED BY OWNERS  STAFF AND EQUIPMENT. 

AutoCAD SHX Text
101

AutoCAD SHX Text
100

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
HALL

AutoCAD SHX Text
122

AutoCAD SHX Text
101

AutoCAD SHX Text
SS

AutoCAD SHX Text
STAFF OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
100

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
ALTERNATE ONE INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
ALTERNATE ONE

AutoCAD SHX Text
DEMOLITION FLOOR PLAN

AutoCAD SHX Text
06-02-2026

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
AD1

AutoCAD SHX Text
CONTRACTOR TO LEAVE BUILDING CLEAN AT THE END OF EACH WORK DAY AND POLICE SITE FOR ANY DEBRIS AND PLACE IN DUMPSTER.

AutoCAD SHX Text
3.

AutoCAD SHX Text
MEN

AutoCAD SHX Text
105

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
101

AutoCAD SHX Text
RECEPTION

AutoCAD SHX Text
101

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
106

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
102B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
103

AutoCAD SHX Text
WOMEN

AutoCAD SHX Text
104

AutoCAD SHX Text
CONTRACTOR TO PROVIDE DUMPSTER ON SITE FOR REMOVAL OF ALL DEMOLITION MATERIAL. DUMPSTER TO BE REMOVED WHEN FULL. 

AutoCAD SHX Text
GENERAL DEMOLITION NOTES

AutoCAD SHX Text
DEMOLITION OF WALL

AutoCAD SHX Text
DEMOLITION OF DOOR AND DOOR FRAME

AutoCAD SHX Text
2.

AutoCAD SHX Text
1.

AutoCAD SHX Text
SYMBOLS LEGEND

AutoCAD SHX Text
EXISTING WALL

AutoCAD SHX Text
REMOVE EXISTING WOOD STUD WALL WITH GYPSUM BOARD FINISH.

AutoCAD SHX Text
100

AutoCAD SHX Text
REMOVE EXISTING DOOR DOOR FRAME AND DOOR AND TRIM. 

AutoCAD SHX Text
REMOVE EXISTING CARPET TILE STORE AND REINSTALL

AutoCAD SHX Text
102

AutoCAD SHX Text
101

AutoCAD SHX Text
DEMOLITION KEY NOTES



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
119

AutoCAD SHX Text
1

AutoCAD SHX Text
AD2

AutoCAD SHX Text
ALTERNATE ONE

AutoCAD SHX Text
REFLECTED CEILING DEMOLITION PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\883 MAIN STREET MCCALL FOUNDATION\883 EXISTING FLOOR PLAN 12-20-2022.DWG 11/23/22 11:03 AM 

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
114

AutoCAD SHX Text
SA

AutoCAD SHX Text
SD

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
126

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
125

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
125

AutoCAD SHX Text
SA

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL SOUTH

AutoCAD SHX Text
116

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
115

AutoCAD SHX Text
SD

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
123

AutoCAD SHX Text
SA

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
118

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
110

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
111

AutoCAD SHX Text
WEST SOUTH HALL

AutoCAD SHX Text
112

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
JANITOR

AutoCAD SHX Text
109

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107

AutoCAD SHX Text
SA

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
122

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
TM

AutoCAD SHX Text
REMOVE EXISTING ACOUSTICAL CEILING SUSPENSION SYSTEM, CEILING TRACK AND ACCOUSTICAL CEILING TILE.

AutoCAD SHX Text
NEW 3" DIA PUCK LOOKS LIKE IT HAS BLUE TOOTH LED LIGHT 

AutoCAD SHX Text
12"x12" SUPPLY AIR GRILL

AutoCAD SHX Text
2x4 RECESSED LIGHT FIXTURE REMOVE AND REINSTALL

AutoCAD SHX Text
DEMOLITION SYMBOLS

AutoCAD SHX Text
SECURITY CAMERA

AutoCAD SHX Text
FIRE ALARM HORN/STROBE

AutoCAD SHX Text
SMOKE DETECTOR

AutoCAD SHX Text
SC

AutoCAD SHX Text
HS

AutoCAD SHX Text
SD

AutoCAD SHX Text
2x2 RECESSED LIGHT FIXTURE REMOVE AND REINSTALL

AutoCAD SHX Text
SA

AutoCAD SHX Text
100

AutoCAD SHX Text
REMOVE EXISTING WALL

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
101

AutoCAD SHX Text
REMOVE EXISTING WALL

AutoCAD SHX Text
100

AutoCAD SHX Text
DEMOLITION NOTES

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
CONFERENCE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
124

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
112

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
120

AutoCAD SHX Text
MEN

AutoCAD SHX Text
105

AutoCAD SHX Text
WOMEN

AutoCAD SHX Text
104

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
102B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
SS

AutoCAD SHX Text
STAFF OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
HALL

AutoCAD SHX Text
122

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
106

AutoCAD SHX Text
1. EXISTING SUSPENDED CEILING SYSTEM CURRENTLY   SITS ON TOP OF EXISTING WALLS.  CEILING TRACK   AT PERIMETER OF ROOMS WILL HAVE TO BE CUT AND   NEW WALL TRACK TO BE INSTALLED TO MATCH EXISTING   ACOUSTICAL CEILING TRACK ON OPPOSITE SIDE OF WALL   WHERE DEMOLITION OF CEILING IS OCCURING, TO SUPPORT    CEILING TO REMAIN IN ADJACENT ROOM.

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-489-3771

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
ALTERNATE ONE INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
ALTERNATE ONE

AutoCAD SHX Text
DEMOLITION REFLECTED CEILING PLAN

AutoCAD SHX Text
06-02-2026

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
AD2

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-489-3771

AutoCAD SHX Text
boestudio1@optimum.net



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
120

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\MC CALL FOUNDATION PROJECTS\883 MAIN STREET MCCALL FOUNDATION\APRIL 2026\883 EXISTING FLOOR PLAN 01-09-2023.DWG 3/5/26 8:41 AM 

AutoCAD SHX Text
SS

AutoCAD SHX Text
STAFF OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
1

AutoCAD SHX Text
AA1

AutoCAD SHX Text
ALTERNATE ONE FLOOR PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
W3

AutoCAD SHX Text
W1

AutoCAD SHX Text
F1

AutoCAD SHX Text
C1

AutoCAD SHX Text
B1

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
W3

AutoCAD SHX Text
W1

AutoCAD SHX Text
W3

AutoCAD SHX Text
B1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
ALTERNATE ONE INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
ALTERNATE ONE FLOOR PLAN 

AutoCAD SHX Text
06-02-2026

AutoCAD SHX Text
VARIES

AutoCAD SHX Text
AA1

AutoCAD SHX Text
10

AutoCAD SHX Text
A1

AutoCAD SHX Text
ELEVATION OF DOOR INFILL

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
ELEVATION A

AutoCAD SHX Text
1x4 BASE BOARD

AutoCAD SHX Text
07

AutoCAD SHX Text
1x4 JAMB HEAD TRIM AT DOOR TO MATCH EXISTING

AutoCAD SHX Text
1/2" GYPSUM BOARD INFILL AT EXISTING DOOR OPENING

AutoCAD SHX Text
EXISTING WOOD PANEL

AutoCAD SHX Text
A1

AutoCAD SHX Text
10

AutoCAD SHX Text
COPIER TABLE

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
W2

AutoCAD SHX Text
B1

AutoCAD SHX Text
HALL

AutoCAD SHX Text
111

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
03

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
F1

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
W1

AutoCAD SHX Text
7/A1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W3

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
6/A1

AutoCAD SHX Text
W1

AutoCAD SHX Text
01

AutoCAD SHX Text
02

AutoCAD SHX Text
B1

AutoCAD SHX Text
F1

AutoCAD SHX Text
C1

AutoCAD SHX Text
7/A1

AutoCAD SHX Text
6/A1

AutoCAD SHX Text
05

AutoCAD SHX Text
INTAKE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
116

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
W2

AutoCAD SHX Text
W3

AutoCAD SHX Text
F1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
W2

AutoCAD SHX Text
C1

AutoCAD SHX Text
B1

AutoCAD SHX Text
W1

AutoCAD SHX Text
F1

AutoCAD SHX Text
EXISTING

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
W3

AutoCAD SHX Text
04

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
F1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W1

AutoCAD SHX Text
B1

AutoCAD SHX Text
C1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
W2

AutoCAD SHX Text
RECEPTION

AutoCAD SHX Text
101

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
110

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
109

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107B

AutoCAD SHX Text
EQUAL

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
106

AutoCAD SHX Text
        SMOKE DENSITY: LESS THAN 450

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
DEMOLITION OF WALL

AutoCAD SHX Text
DEMOLITION OF DOOR AND DOOR FRAME

AutoCAD SHX Text
SYMBOLS LEGEND

AutoCAD SHX Text
NEW WALL

AutoCAD SHX Text
EXISTING WALL

AutoCAD SHX Text
B1:  4" COVED RUBBER BASE

AutoCAD SHX Text
WALL BASE:

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
102B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
103

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
                    ATMOSOPHERIC CONTAMINATES.

AutoCAD SHX Text
                 10 YEAR LIMITED COLORFASTNESS TO 

AutoCAD SHX Text
                 10 YEAR LIMITED COLORFASTNESS TO LIGHT

AutoCAD SHX Text
                 10 YEAR LIMITED STAIN RESISTANCE

AutoCAD SHX Text
      WARRANTY: 10 YEAR LIMITED WEAR

AutoCAD SHX Text
        INDOOR AIR QUALITY: GLP #0350

AutoCAD SHX Text
                 10 YEAR STATIC PROTECTION

AutoCAD SHX Text
W1: PRIME PAINT, SHERWIN WILLIAMS  EXTREME BOND PRIMER,

AutoCAD SHX Text
W3: PRIME PAINT, SHERWIN WILLIAMS  EXTREME BOND PRIMER,

AutoCAD SHX Text
EXISTING WALL: CLEAN WALL, PAINT WITH  TWO COATS OF 

AutoCAD SHX Text
  TWO COATS OF SHERWIN WILLIAMS "DURATION" 

AutoCAD SHX Text
W2: CLEAN WALL, PAINT WITH  TWO COATS OF SHERWIN 

AutoCAD SHX Text
 WILLIAMS "DURATION"  INTERIOR LAYTEX PAINT.

AutoCAD SHX Text
  TWO COATS OF SHERWIN WILLIAMS "DURATION" 

AutoCAD SHX Text
INTERIOR LAYTEX PAINT AT NEW CONSTRUCTION.

AutoCAD SHX Text
 SHERWIN WILLIAMS "DURATION"  INTERIOR LAYTEX PAINT.

AutoCAD SHX Text
MEN

AutoCAD SHX Text
105

AutoCAD SHX Text
WOMEN

AutoCAD SHX Text
104

AutoCAD SHX Text
      GUAGE:  1/12

AutoCAD SHX Text
        FLAMMABILITY: ASTM 648 CLASS I GLUEDOWN

AutoCAD SHX Text
        QUARTER TURN/BRICK ASHLER/VERTICAL

AutoCAD SHX Text
        STATIC (AATC 134): UNDER 3.5 K.V.

AutoCAD SHX Text
      PERFORMANCE CHARACTERISTICS

AutoCAD SHX Text
        PILL TEST: PASSES

AutoCAD SHX Text
        ASHLER/MONOLITIC

AutoCAD SHX Text
      INSTALLATION: PER OWNERS DIRECTION.

AutoCAD SHX Text
      SECONDARY BACKING: ULTRASET

AutoCAD SHX Text
      PATTERN REPEAT: NONE

AutoCAD SHX Text
      SIZE: 24"x 24"   

AutoCAD SHX Text
      DENISTY:  7,098

AutoCAD SHX Text
      CONSTRUCTION: TEXTURED PATTERNED LOOP

AutoCAD SHX Text
      PILE YARN CONTENT: SOLUTION DYED PET

AutoCAD SHX Text
      TUFTED WEIGHT:  14OZ.

AutoCAD SHX Text
      STYLE: MAIN STREET TILE

AutoCAD SHX Text
     MAIN STREET 2x2 CARPET TILE:

AutoCAD SHX Text
F1:  NRF DISTRIBUTORS: OFFICE ANTHOLOGY

AutoCAD SHX Text
FLOORING:

AutoCAD SHX Text
INTERIOR LAYTEX PAINT.

AutoCAD SHX Text
WALLS:

AutoCAD SHX Text
B2:  4" COVED RUBBER BASE TO MATCH EXISTING

AutoCAD SHX Text
F1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
B1

AutoCAD SHX Text
C1

AutoCAD SHX Text
W2

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107A

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
B1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
5'-6 1/8"

AutoCAD SHX Text
CONFERENCE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
124

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
112

AutoCAD SHX Text
W1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
W2

AutoCAD SHX Text
B2

AutoCAD SHX Text
EXTG

AutoCAD SHX Text
W1

AutoCAD SHX Text
EXTG

AutoCAD SHX Text
B2

AutoCAD SHX Text
W2

AutoCAD SHX Text
W2

AutoCAD SHX Text
W1

AutoCAD SHX Text
EXTG

AutoCAD SHX Text
W1

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
EXTG

AutoCAD SHX Text
W2

AutoCAD SHX Text
B1

AutoCAD SHX Text
B2

AutoCAD SHX Text
B2

AutoCAD SHX Text
B2

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
HALL

AutoCAD SHX Text
122

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
W2

AutoCAD SHX Text
W1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
EXTG

AutoCAD SHX Text
B1

AutoCAD SHX Text
B2

AutoCAD SHX Text
EXTG

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
B2

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
100

AutoCAD SHX Text
WALL FINISHES

AutoCAD SHX Text
B2

AutoCAD SHX Text
W2

AutoCAD SHX Text
WALL FINISHES

AutoCAD SHX Text
W1

AutoCAD SHX Text
W1

AutoCAD SHX Text
W2

AutoCAD SHX Text
F1

AutoCAD SHX Text
CEILING HEIGHT

AutoCAD SHX Text
8'-6"

AutoCAD SHX Text
C1

AutoCAD SHX Text
ROOM FINISH  SCHEDULE SYMBOL

AutoCAD SHX Text
FLOORING

AutoCAD SHX Text
FLOOR BASE

AutoCAD SHX Text
CEILING SYSTEM

AutoCAD SHX Text
100

AutoCAD SHX Text
PROVIDE SOLID WOOD BLOCKING AT WALL  MOUNTED DOOR STOP[S]

AutoCAD SHX Text
KEYNOTES:

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
3

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
4

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
5

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
2

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
4

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C. INFILL AT FORMER DOOR OPENING

AutoCAD SHX Text
TOP OF  DOOR HEADER

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
1/2" GYPSUM BOARD

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
1/2" GYPSUM BOARD

AutoCAD SHX Text
6

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
BOTTOM OF EXISTING DOOR HEADER

AutoCAD SHX Text
1x4 WOOD PICTURE FRAME AROUND EXISTING DOOR  OPENING.

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C. INFILL AT FORMER DOOR OPENING

AutoCAD SHX Text
PINE SCOTIA TRIM BROSCO 8061

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
EXTG WOOD PANELING

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C. INFILL AT FORMER DOOR OPENING

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
1/2" GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
TOP OF  DOOR HEADER

AutoCAD SHX Text
NEW 1x3 BETWEEN EXT. 1x3 FURRING  STRIPES AT 1'-4" O.C.

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXTG 1x3  FURRING STRIPS

AutoCAD SHX Text
7

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
8

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
NEW 1x3 BETWEEN EXT. 1x3 FURRING  STRIPES AT 1'-4" O.C.

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
EXTG 1x3  FURRING STRIPS

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
EXTG WOOD PANELING

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
9

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXISTING 1/2"  GYPSUM BOARD

AutoCAD SHX Text
EXISTING 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
NEW 2x4 SILL PLATE

AutoCAD SHX Text
EXTG DOUBLE TOP PLATE

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
4

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
2

AutoCAD SHX Text
A1

AutoCAD SHX Text
WALL DETAILS

AutoCAD SHX Text
3/4"=1'-0"

AutoCAD SHX Text
EXISTING  FURRING STRIPS 

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXTG. CONCEALED SPINE  ACOUSTICAL CEILING

AutoCAD SHX Text
DOUBLE 2x4 TOP PLATE

AutoCAD SHX Text
1/2"  GYPSUM BOARD

AutoCAD SHX Text
NEW 2x4 WOOD STUDS AT 1'-4" O.C.

AutoCAD SHX Text
4

AutoCAD SHX Text
2

AutoCAD SHX Text
2

AutoCAD SHX Text
4

AutoCAD SHX Text
NEW 1x3 BETWEEN EXT. 1x3 FURRING  STRIPES AT 1'-4" O.C.

AutoCAD SHX Text
EXTG 1x3  FURRING STRIPS

AutoCAD SHX Text
EXTG STEEL  BAR-JOIST

AutoCAD SHX Text
EXISTING GYPSUM BOARD

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
TOP OF EXISTING WALL

AutoCAD SHX Text
NEW CONSTRUCTION

AutoCAD SHX Text
4

AutoCAD SHX Text
2



BOE STUDIOBOE STUDIO

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
C:\WINDOWS\DESKTOP\PROJECTS\MC CALL FOUNDATION PROJECTS\883 MAIN STREET MCCALL FOUNDATION\MAY  2026\REFLECTED CEILING PLAN 05-14-2026.DWG 4/18/26 8:05 PM 

AutoCAD SHX Text
1

AutoCAD SHX Text
AA2

AutoCAD SHX Text
REFLECTED CEILING  PLAN

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
120

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
121

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
CONFERENCE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
124

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
112

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
RL

AutoCAD SHX Text
SD

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
110

AutoCAD SHX Text
JANITOR STORAGE

AutoCAD SHX Text
109

AutoCAD SHX Text
HALL

AutoCAD SHX Text
111

AutoCAD SHX Text
FURNACE

AutoCAD SHX Text
108

AutoCAD SHX Text
SA

AutoCAD SHX Text
12"x12" SUPPLY AIR GRILL

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
ALTRENATE ONE INTERIOR REMODEL

AutoCAD SHX Text
883 MAIN STREET

AutoCAD SHX Text
TORRINGTON, CT

AutoCAD SHX Text
FOR

AutoCAD SHX Text
MCCALL FOUNDATION

AutoCAD SHX Text
REFLECTED CEILIING FPLAN 

AutoCAD SHX Text
06-02-2026

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
AA2

AutoCAD SHX Text
Drawing Title:

AutoCAD SHX Text
Job No.

AutoCAD SHX Text
CDN.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Date

AutoCAD SHX Text
Drawing No.

AutoCAD SHX Text
Revisions:

AutoCAD SHX Text
Mark

AutoCAD SHX Text
Date

AutoCAD SHX Text
a r c h i t e c t s

AutoCAD SHX Text
Torrington, CT  06790

AutoCAD SHX Text
e-mail:

AutoCAD SHX Text
PHONE/FAX

AutoCAD SHX Text
19 Tioga Street

AutoCAD SHX Text
860-307-6816

AutoCAD SHX Text
boestudio1@optimum.net

AutoCAD SHX Text
RETURN AIR GRILL

AutoCAD SHX Text
SA

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
4/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
NL

AutoCAD SHX Text
NL

AutoCAD SHX Text
SA

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
3/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
INTAKE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
116

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
5/A1

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
SS

AutoCAD SHX Text
STAFF OFFICE

AutoCAD SHX Text
117

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
102B

AutoCAD SHX Text
FOYER

AutoCAD SHX Text
100

AutoCAD SHX Text
RECEPTION

AutoCAD SHX Text
101

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
102A

AutoCAD SHX Text
SA

AutoCAD SHX Text
RL

AutoCAD SHX Text
RL

AutoCAD SHX Text
SA

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107B

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
107A

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
106

AutoCAD SHX Text
MEN

AutoCAD SHX Text
105

AutoCAD SHX Text
WOMEN

AutoCAD SHX Text
104

AutoCAD SHX Text
SYMBOLS LEGEND

AutoCAD SHX Text
RELOCATED EXISTING 2x2 RECESSED LIGHT FIXTURE

AutoCAD SHX Text
RL

AutoCAD SHX Text
EXTENDED EXISTING WALLS TO UNDERSIDE OF EXISTING CONCEALED  SPLINE ACOUSTICAL CEILING

AutoCAD SHX Text
SMOKE DETECTOR

AutoCAD SHX Text
SECURITY CAMERA

AutoCAD SHX Text
FIRE ALARM HORN/STROBE

AutoCAD SHX Text
LED DOWN LIGHT

AutoCAD SHX Text
LED WALL WASHER

AutoCAD SHX Text
INTERNET TRANSMITTER

AutoCAD SHX Text
RL

AutoCAD SHX Text
NL

AutoCAD SHX Text
HS

AutoCAD SHX Text
SC

AutoCAD SHX Text
TM

AutoCAD SHX Text
SD

AutoCAD SHX Text
NEW 2x4 RECESSED LIGHT FIXTURE TO MATCH EXISTING LIGHTS

AutoCAD SHX Text
RELOCATED EXISTING 2x4 RECESSED LIGHT FIXTURE

AutoCAD SHX Text
ACOUSTICAL SUSPENDED CEILING TILE SYSTEM: ARMSTRONG OR USG  TILE: 7/8"x2'x 2' ARMSTRONG: ULTIMA HIGH NRC  NUMBER 1914 TEGULAR BEVELED EDGE USG: "MARS HIGH -NRC /HIGH-CAC, NUMBER 88135 SLT  BEVELED TEGULAR EDGE GRID:  ARMSTRONG: 15/16 PRELUDE XL, WHITE  USG: USG DONN,  AX 15/16" ACOUSTICAL     SUSPENSION SYSTEM

AutoCAD SHX Text
CELING SYSTEM:

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
7'-0"

AutoCAD SHX Text
NOTE ALL NEW  DOORS:PRIME PAINTED ONE COAT SHERWIN WILLIAMS  EXTREME BOND, TWO COATS OF DURATION LAYTEX ACRYLIC PAINT [SEMI GLOSS FINISH]

AutoCAD SHX Text
SIMPSON 282  PRIME PAINTED WOOD: FIR SLAB WIDTH 2'-8" SLAB HEIGHT 6'-8" SLAB THICKNESS 1 3/8" RAIN PATTERN GLASS TEMPERED STICKING PROFILE SHAKER STICKING STILE WIDTH 5 1/2" PREHUNG DOOR FRAME SCHLAGE PASSAGE LEVERSET WITH ELAN LEVER SATIN NICKEL FINISH DOOR WALL STOP: ROCKWOOD 409 US26D 626 SATIN CHROME

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE PASSAGE LEVERSET WITH ELAN  LEVER:  SATIN NICKEL FINISH DOOR WALL STOP: ROCKWOOD 409 US26D 626 SATIN CHROME

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR WALL STOP: ROCKWOOD 409  US26D 626 SATIN CHROME

AutoCAD SHX Text
2

AutoCAD SHX Text
AA2

AutoCAD SHX Text
DOOR TYPES AND DOOR HARDWARE

AutoCAD SHX Text
1/4"=1'-0"

AutoCAD SHX Text
01

AutoCAD SHX Text
TO

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
03

AutoCAD SHX Text
02

AutoCAD SHX Text
TRAINING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
119

AutoCAD SHX Text
SS

AutoCAD SHX Text
DIRC. OFFICE

AutoCAD SHX Text
118

AutoCAD SHX Text
TO

AutoCAD SHX Text
HALL

AutoCAD SHX Text
123

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
INTAKE

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
116

AutoCAD SHX Text
TO

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR WALL STOP:ROCKWOOD 409  US26D 626 SATIN CHROME

AutoCAD SHX Text
FLUSH BIRCH SOLID CORE WOOD FLUSH  FACE WOOD DOOR,  PAINT GRADE SLAB, WIDTH 3'-0" SLAB HEIGHT 7'-0" 1 3/4" THICK. PRE-HUNG DOOR SCHLAGE FE595 PLY/ELA PLYMOUTH KEYPAD FLEX-LOCK ENTRY LEVERSET WITH ELAN LEVER  SATIN CHROME FINISH DOOR WALLSTOP: ROCKWOOD 409 US26D 626 SATIN CHROME

AutoCAD SHX Text
05

AutoCAD SHX Text
04

AutoCAD SHX Text
WEST/EAST

AutoCAD SHX Text
HALL NORTH

AutoCAD SHX Text
114

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
115

AutoCAD SHX Text
TO

AutoCAD SHX Text
HALL

AutoCAD SHX Text
121

AutoCAD SHX Text
TO

AutoCAD SHX Text
OPEN

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
113

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
2'-8"

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
3'-0"

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
8/A1

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
2/A1

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
N

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
L

AutoCAD SHX Text
NEW EXIT LIGHT WITH WITH TWO EXTERIOR EMERGENCY LIGHTS AND TWO INTERIOR EMERGENCY LIGHTS

AutoCAD SHX Text
NEW EXIT LIGHT  TWO INTERIOR EMERGENCY LIGHTS ACCESSIBLE LABEL

AutoCAD SHX Text
E

AutoCAD SHX Text
L

AutoCAD SHX Text
EXISTING EXIT LIGHT WITH DIRECTIONAL ARROW WITH 2 EMERGENCY  LIGHTS

AutoCAD SHX Text
 N

AutoCAD SHX Text
L

AutoCAD SHX Text
N

AutoCAD SHX Text
L

AutoCAD SHX Text
NEW EXIT LIGHT WITH DIRECTIONAL ARROW WITH TWO EXTERIOR EMERGENCY LIGHTS AND TWO INTERIOR EMERGENCY LIGHTS ACCESSIBLE LABEL WALL MOUNTED

AutoCAD SHX Text
L

AutoCAD SHX Text
N


	883 MAIN STREET CS 06-02 -2026
	Sheets and Views
	883 MAIN STREET CS 06-02 -2026-Model


	D1 DEMOLITON FLOOR PLAN 06-02-2026
	Sheets and Views
	D1 DEMOLITON FLOOR PLAN 06-02-2026-Model


	D2 DEMO REF CLG PLN  06-02-2026
	Sheets and Views
	D2 DEMO REF CLG PLN  06-02-2026-Model


	A1 6-02-2026 883 MAIN STREET
	Sheets and Views
	A1 6-02-2026 883 MAIN STREET-Model


	A2 06-02-2026 REFLECTED CEILING PLAN
	Sheets and Views
	1 A2 06-02-2026 REFLECTED CEILING PLAN-Model


	AD1 06-02-2026 ALTERNATE ONE DEMOLITION PLAN
	Sheets and Views
	AD1 06-02-2026 ALTERNATE ONE DEMOLITION PLAN-Model


	AD2  ALTERNATE ONE DEMO REF CLG PLN  06-02-2026
	Sheets and Views
	AD2  ALTERNATE ONE DEMO REF CLG PLN  06-02-2026-Model


	AA1  05-25-2026 FLOOR PLAN
	Sheets and Views
	AA1  05-25-2026 FLOOR PLAN-Model


	AA2 06-02-2026 REFLECTED CEILING PLAN
	Sheets and Views
	AA2 06-02-2026 REFLECTED CEILING PLAN-Model





